Final Submittal

Energy Engineering Analysis Program
Lighting Survey of Selected Buildings
Pine Bluff Arsenal
Pine Bluff, Arkansas

Volume IIIB
Site Survey Forms

Contract No. DACA01-94-D-0038
Delivery Order No. 0001

June 1995
Based on SOW, these Energy Studies are unclassified/unlimited. Distribution A. Approved for public release.

Marie Wakefield,
Librarian Engineering
FINAL SUBMITTAL

ENERGY ENGINEERING ANALYSIS PROGRAM
LIGHTING SURVEY OF SELECTED BUILDINGS
PINE BLUFF ARSENAL
PINE BLUFF, ARKANSAS

VOLUME IIIB
SITE SURVEY FORMS

CONTRACT NO. DACA01-94-D-0038
DELIVERY ORDER NO. 0001

PREPARED FOR:
U.S. ARMY CORPS OF ENGINEERS
LITTLE ROCK, ARKANSAS

PREPARED BY:
REYNOLDS, SMITH AND HILLS, INC.
ENERGY SERVICES DEPARTMENT
P.O. BOX 4850
JACKSONVILLE, FLORIDA 32201

PROJECT NO. 6941331001

JUNE 1995

Carlos S. Warren, PhD, PE
Project Manager
# VOLUME IIIA
## TABLE OF CONTENTS

<table>
<thead>
<tr>
<th>BLDG</th>
<th>TAB</th>
</tr>
</thead>
<tbody>
<tr>
<td>34-970</td>
<td>1</td>
</tr>
<tr>
<td>44-100</td>
<td>2</td>
</tr>
<tr>
<td>51-420</td>
<td>3</td>
</tr>
<tr>
<td>51-430</td>
<td>4</td>
</tr>
<tr>
<td>53-160</td>
<td>5</td>
</tr>
<tr>
<td>60-020</td>
<td>6</td>
</tr>
<tr>
<td>60-060</td>
<td>7</td>
</tr>
<tr>
<td>60-070</td>
<td>8</td>
</tr>
<tr>
<td>60-090</td>
<td>9</td>
</tr>
<tr>
<td>60-630</td>
<td>10</td>
</tr>
<tr>
<td>63-100</td>
<td>11</td>
</tr>
<tr>
<td>63-110</td>
<td>12</td>
</tr>
<tr>
<td>63-120</td>
<td>13</td>
</tr>
<tr>
<td>63-200</td>
<td>14</td>
</tr>
<tr>
<td>63-210</td>
<td>15</td>
</tr>
<tr>
<td>63-410</td>
<td>16</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #10070

Area Description: Mens Rest Room

Area Dimensions: _______ ft X _______ ft.

Fixture Grid: _______ ft X _______ ft. (center-to-center)

Fixture Type: 4' SURF GAS TET

Switching - Type: WALL  No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: ____________ Ballast Model: ____________

Lamps/ Ballast/ No.  FC  FC  FC
Fixture  Fixture  Number
____  ____  ____  ____  ____  ____

BLDG. #34970

Area Description: Secretarial Office

Area Dimensions: 12 ft X 12 ft. 8'

Fixture Grid: _______ ft X _______ ft. (center-to-center)

Fixture Type: REFLECTED ACRYLIC

Switching - Type: WALL  No. 1

Accessibility to User: OK

Hours of Operation: 0700 - 1630

Lamp Model: 540 CW  Ballast Model: Std

Lamps/ Ballast/ No.  FC  FC  FC
Fixture  Fixture  Number
____  ____  ____  ____  ____  ____

____  ____  ____  ____  ____  ____
### Room 1

**Area Description:** Rm 4  
**Area Dimensions:** 11 ft x 12 ft 8"  
**Fixture Grid:** ft x ft (center-to-center)  
**Fixture Type:** Recessed Arr  
**Switching - Type:** Wall  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** FUO CW  
**Ballast Model:** STD  

<table>
<thead>
<tr>
<th>Lamps/ Fixure</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>60</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

### Room 2

**Area Description:** Rm 3  
**Area Dimensions:** 13 ft x 12 ft 8"  
**Fixture Grid:** ft x ft (center-to-center)  
**Fixture Type:** Recessed Arr  
**Switching - Type:** Wall  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** FUO CW  
**Ballast Model:** STD  

<table>
<thead>
<tr>
<th>Lamps/ Fixure</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>2</td>
<td>4</td>
<td>90</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
## Lighting Survey Data Sheet

### Building #34970

**Area Description:** Director EN6  
**Area Dimensions:** 16 ft x 18 ft. 6"  
**Fixture Grid:** ft X ft (center-to-center)  
**Fixture Type:** SAME  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** FM6 + 34W  
**Ballast Model:** STD  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>8</td>
<td>66</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

### Lighting Survey Data Sheet

**Building #34970**  
**Area Description:** Admin Office  
**Area Dimensions:** ft X ft 6"  
**Fixture Grid:** ft X ft (center-to-center)  
**Fixture Type:** SAME  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*Locked - Could not get in*
### LIGHTING SURVEY DATA SHEET

**BLDG. #34970**

**CONF Room**

**Area Description:**

**Area Dimensions:** 16.5 ft x 18 ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 40W Daylight, Ballast Model: **STD**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>5</td>
<td>51</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Only 2 lamps used in fixture.

---

### LIGHTING SURVEY DATA SHEET

**BLDG. #34970**

**FILE Room**

**Area Description:**

**Area Dimensions:** 9 ft x 14 ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:** 0700-1630

**Lamp Model:** Ballast Model: 

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>22</td>
<td>57</td>
<td></td>
</tr>
</tbody>
</table>
### LIGHTING SURVEY DATA SHEET

#### BLDG. # 59170

<table>
<thead>
<tr>
<th>Room #</th>
<th></th>
</tr>
</thead>
</table>

**Area Description:** **Copy Room**

**Area Dimensions:** 5.5 ft x 13 ft. 101

**Fixture Grid:** 4 ft x ft. (center-to-center)

**Fixture Type:** 4'Eggcrate'

**Switching - Type:** O.S. No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>28</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

#### BLDG. # 59170

<table>
<thead>
<tr>
<th>Room #</th>
<th></th>
</tr>
</thead>
</table>

**Area Description:** **Storage Room**

**Area Dimensions:** 5.5 ft x 15 ft.

**Fixture Grid:** 4' x ft. (center-to-center)

**Fixture Type:** 4' S.M. Wrap Around

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>3D</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### LIGHTING SURVEY DATA SHEET

#### Building: 54920

<table>
<thead>
<tr>
<th>Area Description</th>
<th>Women's Rest Room</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions</td>
<td>6 ft x 9 ft. 10 ″</td>
</tr>
<tr>
<td>Fixture Grid</td>
<td>ft x ft. (center-to-center)</td>
</tr>
<tr>
<td>Switching - Type</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User</td>
<td>OK</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Hours of Operation</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamp Model</td>
<td>FHOCLW</td>
</tr>
<tr>
<td>Ballast Model</td>
<td>STD</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>4</td>
</tr>
<tr>
<td>Ballast/Fixture</td>
<td>2</td>
</tr>
<tr>
<td>No. Fixture</td>
<td>1</td>
</tr>
<tr>
<td>FC</td>
<td>27</td>
</tr>
<tr>
<td>FC</td>
<td>3.2</td>
</tr>
<tr>
<td>FC</td>
<td></td>
</tr>
</tbody>
</table>

1 Incandescent - 75 W

---

### LIGHTING SURVEY DATA SHEET

#### Building: 54920

<table>
<thead>
<tr>
<th>Area Description</th>
<th>Alcove</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions</td>
<td>3.5 ft x 6 ft. 7.5</td>
</tr>
<tr>
<td>Fixture Grid</td>
<td>ft x ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type</td>
<td>Reflected Acrylic</td>
</tr>
<tr>
<td>Switching - Type</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User</td>
<td>OK</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Hours of Operation</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamp Model</td>
<td>FHOCLW</td>
</tr>
<tr>
<td>Ballast Model</td>
<td>STD</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>2</td>
</tr>
<tr>
<td>Ballast/Fixture</td>
<td>1</td>
</tr>
<tr>
<td>No. Fixture</td>
<td>1</td>
</tr>
<tr>
<td>FC</td>
<td>75</td>
</tr>
<tr>
<td>FC</td>
<td></td>
</tr>
<tr>
<td>FC</td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #34970**

**Area Description:** MENS RM

**Area Dimensions:** 3.5 ft x 9 ft. 8 in.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** INCAD

**Switching - Type:** WALL  No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** __________  **Ballast Model:** __________

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>__________</td>
<td>__________</td>
<td>__________</td>
<td>__</td>
<td>__</td>
<td>__</td>
</tr>
</tbody>
</table>

1 75W INCAD

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #34970**

**Area Description:** KITCHEN

**Area Dimensions:** 7.5 ft x 13 ft. 7.5

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** RECESSED ARMS

**Switching - Type:** WALL  No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40CW  **Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>__________</td>
<td>__________</td>
<td>__________</td>
<td>__</td>
<td>__</td>
<td>__</td>
</tr>
</tbody>
</table>

2 1 1 60
**LIGHTING SURVEY DATA SHEET**

**BLDG. #34410**

Area Description: **Hall**

Area Dimensions: **4 ft X 30 ft**.

Fixture Grid: **ft X ft. (center-to-center)**

Fixture Type: **Recessed Acrylic**

Switching - Type: **Wall** No. **1**

Accessibility to User: **OK**

Hours of Operation:

Lamp Model: **PHOCW**

Ballast Model: **570**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>65</td>
<td>60</td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #**

Area Description: ____________

Area Dimensions: ____________ ft X ____________ ft.

Fixture Grid: ____________ ft X ____________ ft. (center-to-center)

Fixture Type: ____________

Switching - Type: ____________ No. ____________

Accessibility to User: ____________

Hours of Operation: ____________

Lamp Model: ____________

Ballast Model: ____________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 44/00D

ROOM/AREA Entire Building

A. Reduce/Enhance Lighting

1. Remove unneeded lamps or fixtures

2. Reduce indoor lighting where illumination exceeds AEI recommended levels

3. Increase daylighting

4. Lower light fixtures

5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve Lighting Controls

1. Install occupancy controls to control lighting

2. Install photocells to lighting near windows

3. Install additional switches to control lighting arrangements

4. Use time-clocks to shut off exterior building lights

C. Improve Lighting Efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps

2. Replace incandescent lamps in exit sign fixtures with LED fixtures

3. Replace incandescent lamps in exit signs with compact fluorescent lamps

4. Replace standard fluorescent lamps with energy-conserving lamps

5. Replace standard fluorescent ballasts with electronic ballasts

6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps

7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.

*As Necessary*
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44160**

**Area Description:** CAFETERIA

**Area Dimensions:** See Drawing ft x _________ ft.

**Fixture Grid:** 8 ft x 12 ft. (center-to-center)

**Fixture Type:** RECESSED 2'X4' ACRYLIC

**Switching - Type:** WALL No. 8

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW

**Ballast Model:** MARK III

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>2</td>
<td>60</td>
<td>28</td>
<td>20</td>
<td>26</td>
</tr>
</tbody>
</table>

**EXIT SIGN - 2-25W INCANDESCENT**

**Ceiling - 9'**

Light Switches control different bulbs in fixtures

Some fixtures are 2'X2' - indicated on drawing

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44180**

**Area Description:** CAFETERIA COOKING AREA

**Area Dimensions:** See Drawing ft x _________ ft.

**Fixture Grid:** _________ ft x _________ ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>2</td>
<td>7</td>
<td>72</td>
<td>65</td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #44100

Area Description: CAFETERIA OFFICE
Area Dimensions: 16 ft x 20 ft. 7.5'
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: SAME
Switching - Type: No. 1
Accessibility to User: OK
Hours of Operation: 0630 - 1630
Lamp Model: FH0 CW
Ballast Model: MP11-III

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>8</td>
<td>111</td>
<td></td>
<td>108</td>
<td></td>
</tr>
</tbody>
</table>

CAFETERIA Fixtures ARE ABOVE OFFICE CEILINGS

----

BLDG. #44101

Area Description: CAFETERIA CONFERENCE
Area Dimensions: 12 ft x 20 ft. 7.5
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 
Lamp Model: 
Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>104</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTS ARE NORMALLY OFF
### LIGHTING SURVEY DATA SHEET

**BLDG. #44102**  
**ROOM #**

#### CAFETERIA OFFICE

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>CAFETERIA OFFICE</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>12 ft X 16 ft. + 12 X 8</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>SAME</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>F40 CW</td>
</tr>
<tr>
<td>Ballast Model:</td>
<td>NBP+ III</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4/3</td>
<td>2</td>
<td>3</td>
<td>12/1</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*Lights were off*

---

### LIGHTING SURVEY DATA SHEET

**BLDG. #44102**  
**ROOM #**

#### MENS/WOMENS RESTROOM

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>MENS/WOMENS RESTROOM</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>ft X ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>75W INCAD.</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>O.S.</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*O.S. appears to not function*
LIGHTING SURVEY DATA SHEET

BLDG. #44100  ROOM #____

Area Description: ENGL. OFFICE

Area Dimensions: 10 ft X 12.5 ft. 8'

Fixture Grid: 2 ft X 3 ft. (center-to-center)

Fixture Type: Same

Switching - Type: Wall  No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40 LW  Ballast Model:

Lamps/Fixture Ballast/Fixture No. Fixture  FC  FC  FC

4 2 2 60 60 ___
LIGHTING SURVEY DATA SHEET

BLDG. #44100

Area Description: PM Office
Area Dimensions: 10 ft X 12.5 ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: Wall No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: F840 CW Ballast Model: QM2K III

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>43</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. #44100

Area Description: Admin Office
Area Dimensions: 19 ft X 30 ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: Wall No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: F840 CW Ballast Model: M III

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>9</td>
<td>75</td>
<td>30</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44100**

**Area Description:** DIRECTOR OFFICE

**Area Dimensions:** 24 ft × 12 ft.

**Fixture Grid:** SAME ft × SAME ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model: F40CW</th>
<th>Ballast Model: M-111</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>

---

**BLDG. # 44100**

**Area Description:** COFFEE ROOM

**Area Dimensions:** 12 ft × 13 ft.

**Fixture Grid:** SAME ft × SAME ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model: F40CW</th>
<th>Ballast Model: M-111</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>

---
### LIGHTING SURVEY DATA SHEET

**BLDG. # 41100**

**Area Description:** CAD OFFICE

**Area Dimensions:** 9.5 ft X 13 ft.

**Fixture Grid:** 5 X 5 ft. (center-to-center)

**Fixture Type:**

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>68</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

### LIGHTING SURVEY DATA SHEET

**BLDG. # 14100**

**Area Description:** OFFICE #1

**Area Dimensions:** 11 ft X 14 ft.

**Fixture Grid:** 5 X 5 ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>91</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #44100

Area Description: Statistics Office
Area Dimensions: 10.5 ft X 10.5 ft.
Fixture Grid: ___________ ft X ___________ ft. (center-to-center)
Fixture Type: Same
Switching - Type: Wall No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: ___________ Ballast Model: ___________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>61</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

LIGHTING SURVEY DATA SHEET

BLDG. #44100

Area Description: Office #2
Area Dimensions: 10.5 ft X 10.5 ft.
Fixture Grid: ___________ ft X ___________ ft. (center-to-center)
Fixture Type: Same
Switching - Type: Wall No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: ___________ Ballast Model: ___________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>65</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 44100

Area Description: OFFICE HALL

Area Dimensions: 4 ft x 21.5 ft.

Fixture Grid: ______ ft x ______ ft. (center-to-center)

Fixture Type: SAME

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40 CW

Ballast Model: M III

<table>
<thead>
<tr>
<th>Lamps/No.</th>
<th>Ballast/No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>2</td>
<td>2</td>
<td>42</td>
<td>50</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

EXIT SIGN - 2 75W INCAD

LIGHTING SURVEY DATA SHEET

BLDG. # 44100

Area Description: MAIN HALL

Area Dimensions: SEE DRAW. ft x ______ ft.

Fixture Grid: ______ ft x ______ ft. (center-to-center)

Fixture Type: SAME

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40 CW

Ballast Model: RQM-2540-3-TP ADVANCE

<table>
<thead>
<tr>
<th>Lamps/No.</th>
<th>Ballast/No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>2</td>
<td>7</td>
<td>26</td>
<td>36</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #: 441/00

Area Description: MAIN OFFICE
Area Dimensions: 15 ft x 19.30 ft.
Fixture Grid: ________ ft x ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1 NEED 0.5
Accessibility to User: OK
Hours of Operation: 
Lamp Model: ________ Ballast Model: ________
Lamps/ Fixture Ballast/ Fixture No. Fixture FC FC FC
7 1 6 66 47 

LIGHTING SURVEY DATA SHEET

BLDG. #: 441/00

Area Description: OFFICE #3
Area Dimensions: 12 ft x 30 ft.
Fixture Grid: ________ ft x ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1 NEED 0.5
Accessibility to User: OK
Hours of Operation: 
Lamp Model: FDUO CW Ballast Model: ________
Lamps/ Fixture Ballast/ Fixture No. Fixture FC FC FC
4 2 5 55 71 

(Has Ext 5/14)
<table>
<thead>
<tr>
<th>BLDG. #44100</th>
<th>ROOM #</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Area Description:</strong> MENS LOOETE ROOM</td>
<td></td>
</tr>
<tr>
<td><strong>Area Dimensions:</strong> ______ ft X _______ ft.</td>
<td></td>
</tr>
<tr>
<td><strong>Fixture Grid:</strong> _______ ft X _______ ft. (center-to-center)</td>
<td></td>
</tr>
<tr>
<td><strong>Fixture Type:</strong> SAME</td>
<td></td>
</tr>
<tr>
<td><strong>Switching - Type:</strong> WALL No. 1 NEED 0.5</td>
<td></td>
</tr>
<tr>
<td><strong>Accessibility to User:</strong> OK</td>
<td></td>
</tr>
<tr>
<td><strong>Hours of Operation:</strong></td>
<td></td>
</tr>
<tr>
<td><strong>Lamp Model:</strong> PHOCW</td>
<td></td>
</tr>
<tr>
<td><strong>Ballast Model:</strong> ADVANCED</td>
<td></td>
</tr>
<tr>
<td><strong>Lamps/Fixture</strong></td>
<td><strong>Ballast/Fixture</strong></td>
</tr>
<tr>
<td>2</td>
<td>1</td>
</tr>
</tbody>
</table>

---

<table>
<thead>
<tr>
<th>BLDG. #44100</th>
<th>ROOM #</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Area Description:</strong> SHOWER AREA</td>
<td></td>
</tr>
<tr>
<td><strong>Area Dimensions:</strong> ______ ft X _______ ft.</td>
<td></td>
</tr>
<tr>
<td><strong>Fixture Grid:</strong> _______ ft X _______ ft. (center-to-center)</td>
<td></td>
</tr>
<tr>
<td><strong>Fixture Type:</strong> SAME</td>
<td></td>
</tr>
<tr>
<td><strong>Switching - Type:</strong> WALL No. 2 NEED 0.5</td>
<td></td>
</tr>
<tr>
<td><strong>Accessibility to User:</strong> OK</td>
<td></td>
</tr>
<tr>
<td><strong>Hours of Operation:</strong></td>
<td></td>
</tr>
<tr>
<td><strong>Lamp Model:</strong></td>
<td></td>
</tr>
<tr>
<td><strong>Ballast Model:</strong></td>
<td></td>
</tr>
<tr>
<td><strong>Lamps/Fixture</strong></td>
<td><strong>Ballast/Fixture</strong></td>
</tr>
<tr>
<td>2</td>
<td>1</td>
</tr>
</tbody>
</table>

2 WALL MOUNTED 4' FIXTURES IN BATH RM
LIGHTING SURVEY DATA SHEET

BLDG. # 44100

Area Description: LARRY P/RM-OLD
Area Dimensions: _______ ft X _______ ft.
Fixture Grid: _______ ft X _______ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. NEED O/S
Accessibility to User: OK

Hours of Operation: ____________________________

Lamp Model: F40 CW

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
2 1 36 30 35

LIGHTING SURVEY DATA SHEET

BLDG. # ______

Area Description: ____________________________
Area Dimensions: _______ ft X _______ ft.
Fixture Grid: _______ ft X _______ ft. (center-to-center)
Fixture Type: ____________________________
Switching - Type: _______ No. _______ 
Accessibility to User: ____________________________

Hours of Operation: ____________________________

Lamp Model: ____________________________

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
____ ____ ____ ____________ _______ _______ _______
LIGHTING SURVEY DATA SHEET

BLDG. # YUI100

Area Description: LOCKER HALL

Area Dimensions: ______ ft x ______ ft.

Fixture Grid: ______ ft x ______ ft. (center-to-center)

Fixture Type: VARIOUS

Switching - Type: WALL No. 2

Accessibility to User: OK

Hours of Operation: ________________________

Lamp Model: ________________________ Ballast Model: ________________________

Lamps/ Fixture Ballast/ Fixture No. Fixture FC FC FC

<table>
<thead>
<tr>
<th>2</th>
<th>1</th>
<th>6</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td></td>
</tr>
</tbody>
</table>

LIGHTS ARE BURNED OUT → 1/4'
1 - 75 W INCAD.

LIGHTING SURVEY DATA SHEET

BLDG. # YUI100

Area Description: MENS RM

Area Dimensions: ______ ft x ______ ft.

Fixture Grid: ______ ft x ______ ft. (center-to-center)

Fixture Type: SURF. MOUNT INDUS H/1

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation: ________________________

Lamp Model: ________________________ Ballast Model: ________________________

Lamps/ Fixture Ballast/ Fixture No. Fixture FC FC FC

<table>
<thead>
<tr>
<th>2</th>
<th>1</th>
<th>8</th>
<th>80</th>
</tr>
</thead>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #44100**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>MENS SHOWER</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>__________ ft X __________ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft X __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td><strong>H/ SURFACE MNT - GASKET</strong></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td><strong>O.S.</strong> No. <strong>1</strong> <strong>DOESN'T WORK</strong></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td><strong>OK</strong></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td><strong>F40 CW</strong></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>8</td>
<td>28</td>
<td>40</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**BLDG. #49100**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>WOMENS LOU</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>__________ ft X __________ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft X __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td><strong>SAME</strong></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td><strong>WALL</strong> No. <strong>1</strong> <strong>NEED O.S.</strong></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td><strong>OK</strong></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>8</td>
<td>48</td>
<td>35</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #44100**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>Womens Shower #1</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>1 ft x _______ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>_______ ft x _______ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td><strong>75 W ENCLOSED IN CLADERS</strong></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td><strong>WALL</strong> No. 1 NEED O/S</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>__________________________</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>_____</td>
<td>______</td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #44100**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>Womens Shower #2</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>_______ ft x _______ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>_______ ft x _______ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td><strong>SAME AS #1</strong></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>_______ No. _______</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>__________________________</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>__________________________</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>_____</td>
<td>______</td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44100**

**Area Description:** **Women's Bath Room Lounge**

**Area Dimensions:** 16.5 ft x 22.5 ft.

**Fixture Grid:** _______ ft x _______ ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1 NEED G.S.

**Accessibility to User:**

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>4</td>
<td>50</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44100**

**Area Description:** **Women's B.R.**

**Area Dimensions:** _______ ft x _______ ft.

**Fixture Grid:** _______ ft x _______ ft. (center-to-center)

**Fixture Type:** **1/ INDUSTRIAL**

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>3</td>
<td>36</td>
<td>46</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**There are 2 additional fixtures not used.**
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 44180**

**Area Description:** Supply Storage

**Area Dimensions:** 29 ft x 16.5 ft.

**Fixture Grid:** _______ ft x _______ ft. (center-to-center)

**Fixture Type:** Same

**Switching - Type:** Wall No. 1

**Accessibility to User:** Other

**Hours of Operation:**

**Lamp Model:** F40-CW  
**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>8</td>
<td>40</td>
<td>33</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. #_____**

**Area Description:** Supply Filing Area

**Area Dimensions:** 76 ft x 41 ft, 8 ft.

**Fixture Grid:** _______ ft x _______ ft. (center-to-center)

**Fixture Type:** Same

**Switching - Type:** Wall No. 1  Need 0.5

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40-CW  
**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>23</td>
<td>69</td>
<td>71</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 49150

Area Description: SUPPLY OFFICE
Area Dimensions: 30 ft x 20 ft.
Fixture Grid: ft x ft. (center-to-center)
Fixture Type:
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>7</td>
<td>32</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

BLDG. # 49150

Area Description: SUPPLY OFFICE PARTITION
Area Dimensions: 9.5 ft x 10 ft. 7'
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>76</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 51-42D

ROOM/AREA ENTIRE BUILDING

A. Reduce/enhance lighting

1. Remove unneeded lamps or fixtures  ✓

2. Reduce indoor lighting where illumination exceeds AEI recommended levels  ✓

3. Increase daylighting  

4. Lower light fixtures  

5. Improve reflection and dispersion with light-colored ceiling and walls  

B. Improve lighting controls

1. Install occupancy controls to control lighting  ✓

2. Install photocells to lighting near windows  

3. Install additional switches to control lighting arrangements  

4. Use time-clocks to shut off exterior building lights  

C. Improve lighting efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps  

2. Replace incandescent lamps in exit sign fixtures with LED fixtures  ✓

3. Replace incandescent lamps in exit signs with compact fluorescent lamps  

4. Replace standard fluorescent lamps with energy-conserving lamps  ✓

5. Replace standard fluorescent ballasts with electronic ballasts  ✓

6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps  

7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
**LIGHTING SURVEY DATA SHEET**

**ROOM #34**

**Bldg. #5420**

**Break Room**

**Area Description:**

**Area Dimensions:** 15 ft x 19.5 ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** 2x4 RECESSED ACRYLIC LENS

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:** 0700 - 1630 OFF EVERY OTHER FRIDAY

**Lamp Model:** F40 CW

**Ballast Model:** MAGNATEK 446-7-SLH-TC-D

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>6</td>
<td>90</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

X FC HIGH DUE TO DAYLIGHT 8' CEILING

---

**LIGHTING SURVEY DATA SHEET**

**ROOM #35**

**Bldg. #5420**

**Lounge Room**

**Area Description:**

**Area Dimensions:** 13 ft x 15 ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** SAMS

**Switching - Type:** OCCUP SENS No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>48</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 54120

Area Description: OFFICE
Area Dimensions: 15 ft X 15 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type:
Switching - Type: 0.5, No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:
Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC
4 2 4 46

LIGHTING SURVEY DATA SHEET

BLDG. # 54120

Area Description: CHEM. ENG. OFFICE
Area Dimensions: 15.5 ft X 15 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL, No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:
Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC
4 2 6 53

Same lamps out.
LIGHTING SURVEY DATA SHEET

BLDG. #54120

Area Description: OFFICE

Area Dimensions: ______ ft X ______ ft.

Fixture Grid: ______ ft X ______ ft. (center-to-center)

Fixture Type: ______

Switching - Type: WALL No. ______

Accessibility to User: OK

Hours of Operation:

Lamp Model: ________ Ballast Model: ______

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 4 117 _____

LIGHTING SURVEY DATA SHEET

BLDG. #54120

Area Description: MEN'S CHANGE ROOM

Area Dimensions: ______ ft X ______ ft.

Fixture Grid: ______ ft X ______ ft. (center-to-center)

Fixture Type: 4' CASKET

Switching - Type: WALL No. ______

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40 CW Ballast Model: MARK III

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
2 1 4 5 55 50 75

ALSO 1 3' WALL MOUNTED - 2 LAMP F30 CW
LIGHTING SURVEY DATA SHEET

BLDG. #54120  

BLCWENCES REOM

Area Description: WOMEN'S CHANGE ROOM

Area Dimensions: 15 ft x 9 ft.

Fixture Grid: _____ ft x _____ ft. (center-to-center)

Fixture Type: SAME AS MENS

Switching - Type: WALL  No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model:  

Ballast Model:  

Lamps/Fixture  Ballast/Fixture  No.  

WALL 3

LIGHTING SURVEY DATA SHEET

BLDG. #54120

Area Description: HALLWAY

Area Dimensions: 6.5 ft x LENGTH OF BUILD

Fixture Grid: _____ ft x _____ ft. (center-to-center)

Fixture Type:  

Switching - Type: WALL  No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: F20 T12  

Ballast Model: MAGNATEK 447 LR-TC-P

Lamps/Fixture  Ballast/Fixture  No.  

1 8 7 15

EXIT 5161- 2 15W INCANDESCENT BULBS
**LIGHTING SURVEY DATA SHEET**

**BLDG. #54120**  
**ROOM #27**

Area Description: **OFFICE**

Area Dimensions: 15 ft X 14 ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: **SAME**

Switching - Type: **WALL**  No. 1

Accessibility to User: **OK**

Hours of Operation: ______________

Lamp Model: ______________  Ballast Model: ______________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>1/17</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

3 fixtures have 2 lamps turned off
1 fixture is completely off

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #54120**  
**ROOM #25**

Area Description: **OFFICE**

Area Dimensions: 15.5 ft X 15 ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: **SAME**

Switching - Type: **WALL**  No. 1

Accessibility to User: **OK**

Hours of Operation: ______________

Lamp Model: ______________  Ballast Model: ______________

<table>
<thead>
<tr>
<th>Lamps/fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>117</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

2 lamps are cut in 3 fixtures
LIGHTING SURVEY DATA SHEET

BLDG. # 57120

Area Description: OFFICE
Area Dimensions: 15.5 ft X 15 ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: O.S. No. 1
Accessibility to User: OK
Hours of Operation: 

Lamp Model: _____________ Ballast Model: _____________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>61</td>
<td></td>
</tr>
</tbody>
</table>

3 FIXTURES HAVE 2 LAMPS OUT
1 FIXTURE HAS ALL LAMPS OUT

LIGHTING SURVEY DATA SHEET

BLDG. # 57120

Area Description: OFFICE
Area Dimensions: 15 ft X 15 ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: O.S. No. 1
Accessibility to User: OK
Hours of Operation: 

Lamp Model: _____________ Ballast Model: _____________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>75</td>
<td></td>
</tr>
</tbody>
</table>

2 LAMPS OUT IN ALL FIXTURES
### LIGHTING SURVEY DATA SHEET

**BDLG. #54120**

**ROOM # 22**

**Area Description:** OFFICE

**Area Dimensions:** 14 ft X 15 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** No.

**Accessibility to User:**

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*LOCKED - CANNOT GET IN*

---

### LIGHTING SURVEY DATA SHEET

**BDLG. #54120**

**ROOM #20/24**

**Area Description:** STORAGE AREA

**Area Dimensions:** 10 ft X 15 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>2</td>
<td>4</td>
<td>205</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 54120**

**OFFICE**

**ROOM # 26**

**Area Description:** OFFICE

**Area Dimensions:** 13 ft x 15 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:**

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>19</td>
<td>89</td>
<td>FC</td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 54120**

**OFFICE**

**ROOM # 28**

**Area Description:** OFFICE

**Area Dimensions:** 18 ft x 15 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>75</td>
<td>89</td>
<td>FC</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 54120

Area Description: MEN'S BATHROOM
Area Dimensions: 11.5 ft X 14.5 ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: __________
Switching - Type: 1 No. WALL
Accessibility to User: OK
Hours of Operation: __________
Lamp Model: __________ Ballast Model: __________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>75</td>
<td>35</td>
<td></td>
</tr>
</tbody>
</table>

BLDG. # ______

Area Description: WOMEN'S REST ROOM
Area Dimensions: 19 ft X 14.5 ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: __________
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: __________
Lamp Model: __________ Ballast Model: __________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>70</td>
<td>65</td>
<td></td>
</tr>
</tbody>
</table>

Plus 1 4' INDUSTRIAL 2 TUBE F40 CW1 ENV 56 LAMPS
LIGHTING SURVEY DATA SHEET

BLDG. #54120

Area Description: **COPIER ROOM**
Area Dimensions: ___ ft x ___ ft.
Fixture Grid: _________ ft x _________ ft. (center-to-center)
Fixture Type: **INDIVIDUAL SURFACE MOUNT**
Switching - Type: **WALL** No. 1
Accessibility to User: **OK**
Hours of Operation:
Lamp Model: **F40 CW** Ballast Model: **STD**
Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
3 2 2 21

**FIXTURES MOUNTED ABOVE CEILING GRID**
**NEEDS OCCUP. SENSOR**

BLDG. #54120

Area Description: **HALLWAY #2**
Area Dimensions: _________ ft x _________ ft.
Fixture Grid: _________ ft x _________ ft. (center-to-center)
Fixture Type: **SAME AS HALL #1**
Switching - Type: **WALL** No. 1
Accessibility to User: **OK**
Hours of Operation:
Lamp Model: Ballast Model:
Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 2

**N. C. MILL**
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 54120**

**ROOM ##**

### MANAGERS OFFICE

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>MANAGERS OFFICE</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>20.5 ft X 15 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>SAME</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>0630 - 1630 6 DAYS A WEEK</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>

---

### MANAGERS SECRETARY

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>MANAGERS SECRETARY</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>19 ft X 15 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>SAME</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>O.S. No. 1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>0630 - 1630</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 54120

Area Description: OFFICE - DIRECTOR
Area Dimensions: 20.5 ft X 15 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SAME
Switching - Type: 0.5 No. 1
Accessibility to User: OK
Hours of Operation: 0630-1630
Lamp Model: Ballast Model:

Lamps/ Ballast/ No. FC FC FC
Fixture Fixture Fixture
4 2 6 104

LIGHTING SURVEY DATA SHEET

BLDG. # 54120

Area Description: OFFICE
Area Dimensions: 12 ft X 15 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 0630-1630
Lamp Model: Ballast Model:

Lamps/ Ballast/ No. FC FC FC
Fixture Fixture Fixture
4 2 2 25

Plenty of Sunlight In Room
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 54120**

**OFFICE**

**Area Description:**

**Area Dimensions:** 18.5 ft x 15 ft.

**Fixture Grid:** Same ft x ft. (center-to-center)

**Fixture Type:**

**Switching - Type:** Wall No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>6</td>
<td>118</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 54120**

**OFFICE**

**Area Description:**

**Area Dimensions:** 15 ft x 15 ft.

**Fixture Grid:** Same ft x ft. (center-to-center)

**Fixture Type:**

**Switching - Type:** Wall No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>128</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #54120**

**Area Description:** OFFICE

**Area Dimensions:** 14.5 ft X 15 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
</table>

**Lamps/Fixture | Ballast/Fixture | No. Fixture | FC | FC | FC |
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>94</td>
<td>___</td>
<td>___</td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #54120**

**Area Description:** OFFICE

**Area Dimensions:** 14.5 ft X 15 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
</table>

**Lamps/Fixture | Ballast/Fixture | No. Fixture | FC | FC | FC |
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>___</td>
<td>___</td>
<td>___</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #54120  ROOM # 9

Area Description: **Office**
Area Dimensions: 12.5 ft x 15 ft.
Fixture Grid: ________ ft x ________ ft. (center-to-center)
Fixture Type: *SAME*
Switching - Type: **WALL** No. 1
Accessibility to User: **OK**

Hours of Operation:
Lamp Model: ___________  Ballast Model: ___________

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>84</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

BLDG. #54120  ROOM # 12

Area Description: **Office**
Area Dimensions: 13 ft x 15 ft.
Fixture Grid: ________ ft x ________ ft. (center-to-center)
Fixture Type: *SAME*
Switching - Type: **WALL** No. 2 1 For Back Row 1 For Front Row
Accessibility to User: **OK**

Hours of Operation:
Lamp Model: ___________  Ballast Model: ___________

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>81</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### LIGHTING SURVEY DATA SHEET

**BLDG. #54120**  
**ROOM # 11**

**Area Description:** OFFICE  
**Area Dimensions:** 17 ft X 15 ft.  
**Fixture Grid:** ft X ft. (center-to-center)  
**Fixture Type:** SAME  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>70</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

### LIGHTING SURVEY DATA SHEET

**BLDG. #54120**  
**ROOM # 14**

**Area Description:** CONFERENCE Room  
**Area Dimensions:** 27 ft X 15 ft.  
**Fixture Grid:** ft X ft. (center-to-center)  
**Fixture Type:**  
**Switching - Type:** WALL No. 2  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>6</td>
<td>94</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

*Halff of Fixtures Have 2 Lights Out*
<table>
<thead>
<tr>
<th>BLDG. #</th>
<th>54120</th>
<th>ROOM #</th>
<th>15</th>
</tr>
</thead>
</table>

**Area Description:** **Office**

**Area Dimensions:** 20.5 ft x 15 ft.

**Fixture Grid:** ______ ft x ______ ft. (center-to-center)

**Fixture Type:** SANS

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:** ______________________

**Lamp Model:** ______________________

**Ballast Model:** ______________________

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>85</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. # | 54120 | ROOM # | ______
---|---|---|---

**Area Description:** **Computer Room - Automated Plant Growth System**

**Area Dimensions:** 13.5 ft x 14.5 ft.

**Fixture Grid:** ______ ft x ______ ft. (center-to-center)

**Fixture Type:** 2x2 Dimming Ballast

**Switching - Type:** WALL DIAMETER No. 2

**Accessibility to User:** OK

**Hours of Operation:** ______________________

**Lamp Model:** ______________________

**Ballast Model:** ______________________

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

*This Room Will Be Changed Soon - Probably To A Suite Room*
LIGHTING SURVEY DATA SHEET

BLDG. #51430

Area Description: OFFICE #1
Area Dimensions: 16 ft x 23 ft.
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: RECESSED ACRYLIC
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 0700 - 1600
Lamp Model: F40CW
Ballast Model: STD

Lamps/Fixture Ballast/Fixture No. Fixure FC FC FC
4 2 9 86 37

LIGHTING SURVEY DATA SHEET

BLDG. #51430

Area Description: OFFICE / SHOOP
Area Dimensions: 21.5 ft x 29 ft.
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: 8' INDUS. SUSPEND, NO REFL EC.
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 0700 - 1600
Lamp Model: F96 CW 60W
Ballast Model: STD

Lamps/Fixture Ballast/Fixture No. Fixure FC FC FC
2 1 8 45 89
LIGHTING SURVEY DATA SHEET

BLDG. # 51430

Area Description: BATHROOMS

Area Dimensions: _______ ft X _________ ft.

Fixture Grid: _______ ft X _________ ft. (center-to-center)

Fixture Type: IN CAD

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: 75 W Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td>FC</td>
</tr>
</tbody>
</table>

---

LIGHTING SURVEY DATA SHEET

BLDG. # 51430

Area Description: OFFICE #2

Area Dimensions: 14 ft X 21 ft. 8'

Fixture Grid: _______ ft X _________ ft. (center-to-center)

Fixture Type: RECESSED

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation: 0700-1600

Lamp Model: 40 CW Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td>FC</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>2</th>
<th>1</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #51430**

**Area Description:** Office #3

**Area Dimensions:** 18.5 ft x 12.5 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESSED, ACRYLIC

**Switching - Type:** WFL No. 1

**Accessibility to User:** OK

**Hours of Operation:** 0700-1600

**Lamp Model:** 240w  
**Ballast Model:** 371

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>52</td>
<td></td>
<td></td>
</tr>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #51430**

**Area Description:** Office #3 Postroom

**Area Dimensions:** ft x ft

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** IN CAD

**Switching - Type:** WFL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 60W

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 55160

Area Description: MAIN AREA
Area Dimensions: 14.5 ft x 36 ft + 6' x 20 ft. (center-to-center)
Fixure Grid: ft x ft. (center-to-center)
Fixure Type: RECESSED ACRYLIC
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: FULO CW Ballast Model: STD
Lamps/ Ballast/ No. Fixture Fixture FC FC FC
4 2 10 57

BLDG. # 55160

Area Description: OFFICE # 1
Area Dimensions: 10 ft x 12 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: FULO CW Ballast Model: STD
Lamps/ Ballast/ No. Fixture Fixture FC FC FC
4 2 2 97

LIGHTING SURVEY DATA SHEET

BLDG. # 55160

Area Description: MAIN AREA
Area Dimensions: 14.5 ft x 36 ft + 6' x 20 ft. (center-to-center)
Fixure Grid: ft x ft. (center-to-center)
Fixure Type: RECESSED ACRYLIC
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: FULO CW Ballast Model: STD
Lamps/ Ballast/ No. Fixture Fixture FC FC FC
4 2 10 57

BLDG. # 55160

Area Description: OFFICE # 1
Area Dimensions: 10 ft x 12 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:

Lamp Model: FULO CW Ballast Model: STD
Lamps/ Ballast/ No. Fixture Fixture FC FC FC
4 2 2 97
## LIGHTING SURVEY DATA SHEET

**BLDG. # 53160**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>Office #2</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>10 ft x 10 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft x ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>SAME</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>F40CW</td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>84</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

## LIGHTING SURVEY DATA SHEET

**BLDG. # 53160**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>Office #3</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>10 ft x 12 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft x ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>SAME</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>F40CW</td>
</tr>
<tr>
<td>Ballast Model:</td>
<td>STA</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>84</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### BLDG. #53160

**Area Description:** Breakfast Room  
**Area Dimensions:** 21 ft x 24 ft 10 in.  
**Fixture Grid:** ft x ft (center-to-center)  
**Fixture Type:** Same - Recessed Acc.  
**Switching - Type:** Wall No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>9</td>
<td>33</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

### BLDG. #53160

**Area Description:** Women's Clothing Turn-in  
**Area Dimensions:** 5 ft x 9 ft.  
**Fixture Grid:** ft x ft (center-to-center)  
**Fixture Type:** 7'x4' Recessed Acc.  
**Switching - Type:** Wall No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>17</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #53160**  
**ROOM #** ______

**Area Description:** Women's Restroom

**Area Dimensions:** 13 ft x 8.5 ft

**Fixture Grid:** ______ ft x ______ ft. (center-to-center)

**Fixture Type:** 1' x 4' RECESSED (2) 4' WALL MOUNT (1)

**Switching - Type:** WALL  No. ______

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW  **Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>3</td>
<td>25</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

2 INCLAD IN SHOWERS - NOT WORKING

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #53160**  
**ROOM #** ______

**Area Description:** Women's Locker

**Area Dimensions:** 8 ft x 14 ft 4 x 9 ft. cue

**Fixture Grid:** ______ ft x ______ ft. (center-to-center)

**Fixture Type:** 2' x 4' REC. AER. (2) 1' x 4' REC. REC (1)

**Switching - Type:** WALL  No. ______

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW  **Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>12</td>
<td>87</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 53160

Area Description: JANITOR

Area Dimensions: 5 ft X 5 ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: INCAD

Switching - Type: WALL

No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: 60 75W INCAD

Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture Fixtures FC FC FC

1 2 2

LIGHTING SURVEY DATA SHEET

BLDG. # 53160

Area Description: OFFICE # 3

Area Dimensions: 14 ft X 24 ft.

Fixture Grid: RELEASED

Fixture Type: RELEASED

Switching - Type: WALL

No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: __________

Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture Fixtures FC FC FC

4 2 4

Room WAS LOCKED
LIGHTING SURVEY DATA SHEET

BLDG. #53160

Area Description: STORE ROOM
Area Dimensions: 8 ft x 14 ft. 10'
Fixure Grid: ft x ft. (center-to-center)
Fixture Type: RECESSED
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation:
Lamp Model: F40CW Ballast Model: ST0

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>39</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

BLDG. #53160

Area Description: ALCOVE #1
Area Dimensions: 8 ft x 4 ft. 8'
Fixure Grid: ft x ft. (center-to-center)
Fixture Type: INCAD
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: 100W Ballast Model: X

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>X</td>
<td>2</td>
<td>41</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
BLDG. # 53160
ROOM # ___

Area Description: MENS CLOTHING TURN-LV
Area Dimensions: 14.5 ft x 48.5 ft 10
Fixture Grid: ft x ft (center-to-center)
Fixture Type: RECESSED
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:

Lamp Model: F40 CW Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>45</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

BLDG. # 53160
ROOM # ___

Area Description: MENS BATH ROOM
Area Dimensions: 14.5 ft x 18 ft 9 1
Fixture Grid: ft x ft (center-to-center)
Fixture Type: RECESSED A4R (3) 6 1 WALL (6)
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation:

Lamp Model: F40 CW Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>61</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #53160

Area Description: MENS LOCKER
Area Dimensions: 14.5 ft × 20 ft²
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: RECESSED 2'x4' (4) 1'x4' ACR (1)
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:
Lamp Model: F40 CW Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixure</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>37</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. #53160

Area Description: COMMON REST ROOMS
Area Dimensions: 10.5 ft × 11 ft²
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: 1'x4' RECESSED (1) 1'x4' WALL MNT (ACRL)
Switching - Type: WALL No. 1
Accessibility to User: OK

Hours of Operation:
Lamp Model: F40 CW Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixure</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

MEN & WOMEN HAVE SAME
LIGHTING SURVEY DATA SHEET

BLDG. # 53160

Area Description: HALL

Area Dimensions: 5 ft x 25 ft.

Fixture Grid: 4 ft x 2 ft. (center-to-center)

Fixture Type: 4" x 2" RECESSED ACRYLIC

Switching - Type: WAVE No. 1

Accessibility to User: DTC

Hours of Operation:

Lamp Model: F40CW Ballast Model: STD

Lamps/ Fixture Ballast/ No. Fixture FC FC FC

---

LIGHTING SURVEY DATA SHEET

BLDG. # ______

Area Description: 

Area Dimensions: __________ ft X __________ ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: 

Switching - Type: __________ No. __________

Accessibility to User: 

Hours of Operation: 

Lamp Model: __________ Ballast Model: 

Lamps/ Fixture Ballast/ No. Fixture FC FC FC

---
LIGHTING SURVEY DATA SHEET

BLDG. #60020

Area Description: PROUST MARSHALL

Area Dimensions: 13.5 ft x 15 ft. 9' 2"

Fixture Grid: ______ ft x ______ ft. (center-to-center)

Fixture Type: SEE DRAWINGS

Switching - Type: Wall No. 1

Accessibility to User: ________________________

Hours of Operation: _______________________

Lamp Model: ____________________________ Ballast Model: _______________________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>4</td>
<td>_______</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. #_______

Area Description: SECURITY SEC

Area Dimensions: ______ ft x ______ ft.

Fixture Grid: ___________ ft x ___________ ft. (center-to-center)

Fixture Type: ______________________

Switching - Type: _________ No. _________

Accessibility to User: ________________________

Hours of Operation: _______________________

Lamp Model: ____________________________ Ballast Model: _______________________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>______</td>
<td>______</td>
<td>48</td>
<td>_______</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BDLG. #**

**ROOM #**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>ROOM 103</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>9 ft x 9 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>9 ft x 9 ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td></td>
</tr>
<tr>
<td>No.</td>
<td></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/</td>
<td>Ballast/</td>
</tr>
<tr>
<td>Fixture/</td>
<td>Fixtures</td>
</tr>
<tr>
<td>No.</td>
<td>FC   FC</td>
</tr>
<tr>
<td>2</td>
<td>1   2 27</td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BDLG. #**

**ROOM #**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th><strong>105</strong></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>15 ft x 15 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>15 ft x 15 ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>S.M. WRAP AROUND</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>No.</td>
<td>1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/</td>
<td>Ballast/</td>
</tr>
<tr>
<td>Fixture/</td>
<td>Fixtures</td>
</tr>
<tr>
<td>No.</td>
<td>FC   FC</td>
</tr>
<tr>
<td>2</td>
<td>1   4 39</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #_____  ROOM #_____

Area Description: 105 A
Area Dimensions: 8 ft X 15 ft.
Fixture Grid: ___ ft X ___ ft. (center-to-center)
Fixture Type: 4" EECRATE
Switching - Type: WALL No. 1
Accessibility to User: __________________________
Hours of Operation: __________________________
Lamp Model: __________________________ Ballast Model: __________________________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>24</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. #_____  ROOM #_____

Area Description: 107
Area Dimensions: 15 ft X 12 ft.
Fixture Grid: ___ ft X ___ ft. (center-to-center)
Fixture Type: EECRATE 4"
Switching - Type: WALL No. 1
Accessibility to User: OT
Hours of Operation: __________________________
Lamp Model: __________________________ Ballast Model: __________________________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>13</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>102</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>15.5 ft X 15 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>E662RAT</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>No.</td>
<td>1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>2</td>
</tr>
<tr>
<td>Ballast/Fixture</td>
<td>1</td>
</tr>
<tr>
<td>No.</td>
<td>4</td>
</tr>
<tr>
<td>FC</td>
<td>32</td>
</tr>
<tr>
<td>FC</td>
<td>FC</td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. #**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>104</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>15 ft X 9.5 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>E662RAT</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>No.</td>
<td>1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>4</td>
</tr>
<tr>
<td>Ballast/Fixture</td>
<td>2</td>
</tr>
<tr>
<td>No.</td>
<td>4</td>
</tr>
<tr>
<td>FC</td>
<td>31</td>
</tr>
<tr>
<td>FC</td>
<td>FC</td>
</tr>
<tr>
<td>FC</td>
<td>FC</td>
</tr>
</tbody>
</table>
## LIGHTING SURVEY DATA SHEET

**BLDG. #60070**

### Area Description:
- **BREAT ROOM**

### Area Dimensions:
- **13 ft X 15 ft.**

### Fixture Grid:
- **FT X FT. (CENTER-TO-CENTER)**

### Fixture Type:
- **Egg Crate**

### Switching - Type:
- **Wall**
- **No.:** **1**

### Accessibility to User:

### Hours of Operation:

### Lamp Model:

### Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>15</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

## LIGHTING SURVEY DATA SHEET

**BLDG. #60020**

### Area Description:
- **MEN'S BATH RM**

### Area Dimensions:
- **7 ft X 15 ft.**

### Fixture Grid:
- **FT X FT. (CENTER-TO-CENTER)**

### Fixture Type:
- **S.M. WRAP AROUND ACRYLIC**

### Switching - Type:
- **Wall**
- **No.:** **1**

### Accessibility to User:
- **OK**

### Hours of Operation:

### Lamp Model:

### Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>23</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 10020

Area Description: Wms Rest Room
Area Dimensions: ______ ft X ______ ft.
Fixture Grid: ______ ft X ______ ft. (center-to-center)
Fixture Type: 4' SURF CAT.
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>11</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>


BLDG. # 34970

Area Description: SECRETARY OFFICE
Area Dimensions: 12 ft X 12 ft 8'
Fixture Grid: ______ ft X ______ ft. (center-to-center)
Fixture Type: RECESSED ACRYLIC
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 0700 - 1630
Lamp Model: 400 W Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>71</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 60620**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>Hallway</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>__________ ft X __________ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft X __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>S.M.W-A Aerl.</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>W^3 No. 2</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>Fair - (behind drink machine)</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>24 H/d</td>
</tr>
</tbody>
</table>

**Lamp Model:** __________  
**Ballast Model:** __________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fluor.</td>
<td></td>
<td>4</td>
<td>80</td>
<td>65</td>
<td></td>
</tr>
<tr>
<td>Incand.</td>
<td></td>
<td>1</td>
<td>1</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

New Fluors.

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 60620**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>Storage Training</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>__________ ft X __________ ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft X __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>Rec'd 2x4 w acrylic</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>W^3 No. 2</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>Good</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td>Intermittent</td>
</tr>
</tbody>
</table>

**Lamp Model:** __________  
**Ballast Model:** __________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>__________</td>
<td>__________</td>
<td>2 &amp;</td>
<td>2</td>
<td>1</td>
<td></td>
</tr>
<tr>
<td>__________</td>
<td>__________</td>
<td></td>
<td>4</td>
<td>30</td>
<td></td>
</tr>
</tbody>
</table>
# LIGHTING SURVEY DATA SHEET

**BLDG. # 60010**

**Area Description:** Lockeroom 1

**Area Dimensions:** _______ ft X _______ ft.

**Fixture Grid:** _______ ft X _______ ft. (center-to-center)

**Fixture Type:** Flood 2 X 4 W Jr cenf.

**Switching - Type:** W5 No. 1

**Accessibility to User:** Fair

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td></td>
<td>2</td>
<td>37</td>
<td></td>
</tr>
</tbody>
</table>

**BLDG. # 60020**

**Area Description:** Forge

**Area Dimensions:** _______ ft X _______ ft.

**Fixture Grid:** _______ ft X _______ ft. (center-to-center)

**Fixture Type:** Rfc'd 2 X 4 Jr cenf.

**Switching - Type:** W5 No. 1

**Accessibility to User:** Good

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td></td>
<td>1</td>
<td>27</td>
<td></td>
</tr>
</tbody>
</table>
## LIGHTING SURVEY DATA SHEET

**BLDG. # 60020**

**Room # 109**

**Area Description:**

**Area Dimensions:** ft X ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** S.W. Open Egg Crate

**Switching - Type:** No. 1

**Accessibility to User:** Good

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>70</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

## LIGHTING SURVEY DATA SHEET

**BLDG. # 60020**

**Room # 110**

**Area Description:**

**Area Dimensions:** ft X ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** Rec'd fl. 2x4 w/ acrylic

**Switching - Type:** No. 1

**Accessibility to User:** Good

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>56</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Lighting Survey Data Sheet

**Area Description:** Raked Room

**Area Dimensions:** __________ ft x __________ ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:**

**Switching - Type:** __________ No. __________

**Accessibility to User:**

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td></td>
<td>43</td>
<td></td>
<td>27</td>
</tr>
<tr>
<td>2</td>
<td></td>
<td>1</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Lights Off

---

### Lighting Survey Data Sheet

**Area Description:** Locker Room 2

**Area Dimensions:** __________ ft x __________ ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** Rec'd 2 x 4 w/aeryl

**Switching - Type:** INS No. 2 either

**Accessibility to User:**

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td></td>
<td>5</td>
<td>23</td>
<td></td>
</tr>
</tbody>
</table>

Many lamps out
LIGHTING SURVEY DATA SHEET

BLDG. #60060

Area Description: BREAK ROOM

Area Dimensions: 19.5 ft X 24.5 ft. 8'

Fixture Grid: ft X ft. (center-to-center)

Fixture Type: 2' X 4' RECESSED ACRYLIC

Switching - Type: WALL No. 81

Accessibility to User: OK

Hours of Operation: 0630 - 1700

Lamp Model: F40DCW

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>6</td>
<td>85</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

LIGHTING SURVEY DATA SHEET

BLDG. #60060

Area Description: HALL

Area Dimensions: 4 ft X 10.5 ft.

Fixture Grid: ft X ft. (center-to-center)

Fixture Type: SURF. WRAP AROUND

Switching - Type: WALL No. 81

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40DCW

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>53</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #60050

Area Description: MENS RM
Area Dimensions: 5 ft X 9.5 ft.
Fixture Grid: 2-ft x 2-ft (center-to-center)
Fixture Type: 2 441 REC. AEP
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:

Lamp Model: FDO CW
Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>1</td>
<td>20</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

1 60W INCAD

BLDG. #60050

Area Description: WOMENS RM
Area Dimensions: 10 ft X 9.5 ft.
Fixture Grid: 2-ft x 2-ft (center-to-center)
Fixture Type: 2 '44 REC. AEP
Switching - Type: WALL No. 1
Accessibility to User: OUTSIDE OF BATH RM
Hours of Operation:

Lamp Model: FDO CW
Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>1</td>
<td>59</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

2 18" WALL MOUNT FLOR, 2-TUBES
### LIGHTING SURVEY DATA SHEET

**BLDG. # 60060**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>Rm. 6 OFFICE</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>10 ft x 14 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>2' x 4' Pre. Asbr.</td>
</tr>
<tr>
<td>Fixtures Type:</td>
<td>Wall No. 1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>FLCW</td>
</tr>
<tr>
<td>Lamps/No. Fixtures:</td>
<td>4</td>
</tr>
</tbody>
</table>

---

**BLDG. # 60060**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>MAIN</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>4 ft x 4 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>4 ft x 4 ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixtures Type:</td>
<td>CEILING</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>60 W</td>
</tr>
<tr>
<td>Lamps/No. Fixtures:</td>
<td>1</td>
</tr>
</tbody>
</table>

---

**BLDG. # 60060**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td></td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td></td>
</tr>
<tr>
<td>Fixtures Type:</td>
<td></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/No. Fixtures:</td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. # 60060**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td></td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td></td>
</tr>
<tr>
<td>Fixtures Type:</td>
<td></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/No. Fixtures:</td>
<td></td>
</tr>
</tbody>
</table>
### LIGHTING SURVEY DATA SHEET

**BLDG. # 60060**

**Area Description:** OPEN OFFICE

**Area Dimensions:** 27.5 ft x 22 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESS ARR.

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 400 CW  Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>9</td>
<td>44</td>
<td>67</td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. # 60860**

**Area Description:** RM S OFFICE

**Area Dimensions:** 13.5 ft x 13 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** SANEF

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 400 CW  Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>70</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### Lighting Survey Data Sheet

**Room #**: __________

**Building #**: 60060

#### Room 6
- **Area Description**: Office
- **Area Dimensions**: 13 ft x 13.5 ft.
- **Fixture Grid**: NA
- **Fixture Type**: SAME
- **Switching - Type**: WALL, No. 1
- **Accessibility to User**: OK
- **Hours of Operation**: __________
- **Lamp Model**: 240CW
- **Ballast Model**: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>66</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

#### Storage
- **Area Description**: Storage
- **Area Dimensions**: 7.5 ft x 8.5 ft.
- **Fixture Grid**: NA
- **Fixture Type**: SURF, MOUNT, WRAP AROUND
- **Switching - Type**: WALL, No. 1
- **Accessibility to User**: OK
- **Hours of Operation**: __________
- **Lamp Model**: 400CW
- **Ballast Model**: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>24</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 6000

Area Description: Rm. 3 Office
Area Dimensions: 15.5 ft x 17.5 ft.
Fixture Grid: _______ ft x _______ ft. (center-to-center)
Fixture Type: 2'x4' RECES
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: F40 CW Ballast Model: STD

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 4 61

LIGHTING SURVEY DATA SHEET

BLDG. # 6000

Area Description: OPEN OFFICE AREA
Area Dimensions: 17 ft x 40 ft.
Fixture Grid: _______ ft x _______ ft. (center-to-center)
Fixture Type: RECES ACP3
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation:
Lamp Model: F40 CW Ballast Model: STD
Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 9 84
### Lighting Survey Data Sheet

**BLDG. #6000**

**Area Description:** 1st Floor Office

**Area Dimensions:** 10.5 ft x 17.5 ft.

**Fixture Grid:** __ ft x __ ft. (center-to-center)

**Fixture Type:** 2'x4' RECES.

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>76</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. #6000**

**Area Description:** 1st Floor Office

**Area Dimensions:** 15.5 ft x 17.5 ft.

**Fixture Grid:** __ ft x __ ft. (center-to-center)

**Fixture Type:** RECES. ACRY.

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>4</td>
<td>102</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # 60000

Area Description: ENTRANCE HALL + ACOE

Area Dimensions: 5 ft X 18 ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: 41 S.M. WRAP

Switching - Type: WALL No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F400W

Ballast Model: STD

Lamps/ Ballast/ No.
Fixture Fixture Fixture FC FC FC

1 60W INCAD IN ACOE

LIGHTING SURVEY DATA SHEET

BLDG. # ________

Area Description: __________

Area Dimensions: __________ ft X __________ ft.

Fixture Grid: __________ ft X __________ ft. (center-to-center)

Fixture Type: __________

Switching - Type: __________ No. __________

Accessibility to User: __________

Hours of Operation: __________

Lamp Model: __________

Ballast Model: __________

Lamps/ Ballast/ No.
Fixture Fixture Fixture FC FC FC

____ __________ __________ __________ ______
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 60070

ROOM/AREA ENTRIE BUILDING

A. Reduce/enhance lighting

1. Remove unneeded lamps or fixtures
2. Reduce indoor lighting where illumination exceeds AEI recommended levels
3. Increase daylighting
4. Lower light fixtures
5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls

1. Install occupancy controls to control lighting
2. Install photocells to lighting near windows
3. Install additional switches to control lighting arrangements
4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps
2. Replace incandescent lamps in exit sign fixtures with LED fixtures
3. Replace incandescent lamps in exit signs with compact fluorescent lamps
4. Replace standard fluorescent lamps with energy-conserving lamps
5. Replace standard fluorescent ballasts with electronic ballasts
6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps
7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
### BLDG. #6200

**Area Description:** Tool Rm  
Area Dimensions: __________ ft X __________ ft.  
Fixture Grid: __________ ft X __________ ft. (center-to-center)  
Fixture Type:  
Switching - Type: **WALL** No. 1  
Accessibility to User: **OK**  
Hours of Operation:  
Lamp Model:  
Ballast Model:  
<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td></td>
<td>5</td>
<td>43</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

SEE DRAWING FOR DATA

### BLDG. #60010

**Area Description:** Cotton Storage  
Area Dimensions: __________ ft X __________ ft.  
Fixture Grid: __________ ft X __________ ft. (center-to-center)  
Fixture Type: 8' INDUS. SUSPENDED CLOSED APTURE / GASKET SURFACE MOUNT 40W  
Switching - Type: **WALL** No. 1  
Accessibility to User: **OK**  
Hours of Operation:  
Lamp Model: 75W-FAC-T-12 CW  
Ballast Model: STD  
<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>8</td>
<td></td>
<td></td>
<td>4</td>
<td>1</td>
<td>2</td>
<td>102</td>
</tr>
<tr>
<td>4</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>16</td>
</tr>
</tbody>
</table>

1-Exit Sign

UNDER 8' FIXTURE
### LIGHTING SURVEY DATA SHEET

**BLDG. #60810**

**Area Description:** OFFICE

**Area Dimensions:** 8.5 ft X 18.5 ft.

**Fixture Grid:** __________ ft X __________ ft. (center-to-center)

**Fixture Type:** 4" SURF MOUNT GASSET

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>FUCW</td>
<td>STD</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>19</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**LOWER LIGHTS**

---

### LIGHTING SURVEY DATA SHEET

**BLDG. #60810**

**Area Description:** SHOWER

**Area Dimensions:** 9 ft X 11.5 ft.

**Fixture Grid:** __________ ft X __________ ft. (center-to-center)

**Fixture Type:** 4" GASSET SURFACE MOUNT

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>50</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**USED AS STORAGE RM**
LIGHTING SURVEY DATA SHEET

**BLDG. #60070**  
ROOM #

**Area Description:**  
MEN'S LOCKER

**Area Dimensions:**  
8.5 ft x 18.5 ft.  
12' 8"

**Fixture Grid:**  
ft x ft. (center-to-center)

**Fixture Type:**  
4' GASETT SURFACE MOUNT

**Switching - Type:**  
WALL  
No. 1

**Accessibility to User:**  
OK

**Hours of Operation:**  
________________________

**Lamp Model:**  
F40 CW  
Ballast Model: STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>35</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

--*

LIGHTING SURVEY DATA SHEET

**BLDG. #**  
ROOM #

**Area Description:**  
WOMENS SHOWER

**Area Dimensions:**  
__________ ft x __________ ft.

**Fixture Grid:**  
__________ ft x __________ ft. (center-to-center)

**Fixture Type:**  
______________

**Switching - Type:**  
No. __________

**Accessibility to User:**  
________________________

**Hours of Operation:**  
________________________

**Lamp Model:**  
________________________  
Ballast Model: ____________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>____________</td>
<td>_______________</td>
<td>___________</td>
<td>___</td>
<td>___</td>
<td>___</td>
</tr>
</tbody>
</table>

- SAME AS MENS SHOWER
LIGHTING SURVEY DATA SHEET

BLDG. #60010

Area Description: HALL
Area Dimensions: 6.5 ft X 17 ft.
Fixture Grid: _________ ft X _________ ft. (center-to-center)
Fixture Type: GASKET SURFACE
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 

Lamp Model: 
Ballast Model: 

Lamps/ Ballast/ No. 
Fixture Fixture Fixture FC FC FC
2 1 2

1 - EXIT SIGN

LIGHTING SURVEY DATA SHEET

BLDG. #60610

Area Description: MEN'S REST ROOM
Area Dimensions: 8 ft X 9.5 ft.
Fixture Grid: _________ ft X _________ ft. (center-to-center)
Fixture Type: H/ GASKET SURFACE MOUNT
Switching - Type: WALL No. 1 NEED 0.5
Accessibility to User: OK
Hours of Operation: 

Lamp Model: 
Ballast Model: 

Lamps/ Ballast/ No. 
Fixture Fixture Fixture FC FC FC
2 1 2 25

1
LIGHTING SURVEY DATA SHEET

BLDG. #60070

Area Description: REPAIR STATION

Area Dimensions: 17 ft X 24.5 ft.

Fixture Grid: _______ ft X _______ ft. (center-to-center)

Fixture Type: 4' GASKET + ADDIT SHOWN ON DRAWING

Switching - Type: WALL  No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: _______ Ballast Model: _______

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>12</td>
<td>21</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

LIGHTING SURVEY DATA SHEET

BLDG. #60070

Area Description: CONTROL ROOM

Area Dimensions: _______ ft X _______ ft.

Fixture Grid: _______ ft X _______ ft. (center-to-center)

Fixture Type: 4' GASKET

Switching - Type: WALL  No. 1  NEED 0.5

Accessibility to User: OK

Hours of Operation:

Lamp Model: _______ Ballast Model: _______

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---
### Office #1

**Area Description:** Office #1

**Area Dimensions:** 15.5 ft x 15 ft. 10' 8"

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** 4' wattage - Suspended

**Switching - Type:** Wall No. 1

**Accessibility to User:** OK

**Hours of Operation:** 0630 - 1700 Off Fri. Sat.

**Lamp Model:** FC40CW  
**Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>No.</th>
<th>Ballast/Fixture</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>4</td>
<td>2</td>
<td>4</td>
<td>43</td>
<td>55</td>
</tr>
</tbody>
</table>

### Main Office

**Area Description:** Main Office

**Area Dimensions:** SEE DRAWS ft x ________ ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** SANE

**Switching - Type:** Wall No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>No.</th>
<th>Ballast/Fixture</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>4</td>
<td>2</td>
<td>7</td>
<td>55</td>
<td>50</td>
</tr>
</tbody>
</table>
### Area Description:

**Entrance**

**Area Dimensions:**

6 ft x 8 ft.

**Fixture Grid:**

SAME ft x SAME ft. (center-to-center)

**Fixture Type:**

SAME

**Switching - Type:**

Wall

**No. 1**

**Accessibility to User:**

**OK**

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>1</td>
<td>69</td>
<td>79</td>
<td>79</td>
</tr>
</tbody>
</table>

### Area Description:

**Office #2**

**Area Dimensions:**

19.75 ft x 9.5 ft.

**Fixture Grid:**

SAME ft x SAME ft. (center-to-center)

**Fixture Type:**

SAME

**Switching - Type:**

Wall

**No. 1**

**Accessibility to User:**

**OK**

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>37</td>
<td>37</td>
<td>37</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BDLG. #60050

Area Description: File Area

Area Dimensions: 11.75 ft x 22.75 ft.

Fixture Grid: __________ ft x __________ ft. (center-to-center)

Fixture Type: Same

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: __________

Lamp Model: __________

Ballast Model: __________

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 7 50

BDLG. #60040

Area Description: Store Area H-3

Area Dimensions: 13.75 ft x 9.75 ft.

Fixture Grid: __________ ft x __________ ft. (center-to-center)

Fixture Type: Same

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: __________

Lamp Model: __________

Ballast Model: __________

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 2 38

LIGHTING SURVEY DATA SHEET
LIGHTING SURVEY DATA SHEET

BLDG. # 60070

Area Description: HALL
Area Dimensions: 8.25 ft x 10.25 ft. + SEE DRAWING
Fixture Grid: __________ ft x __________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: __________________________
Lamp Model: __________________________ Ballast Model: __________________________

Lamps/ Ballast/ No. FC FC FC
Fixture Fixture
4 2 2 54

BLDG. # 60070

Area Description: KITCHEN
Area Dimensions: 9.75 ft x 11.75 ft.
Fixture Grid: __________ ft x __________ ft. (center-to-center)
Fixture Type: SAME
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: __________________________
Lamp Model: __________________________ Ballast Model: __________________________

Lamps/ Ballast/ No. FC FC FC
Fixture Fixture
4 2 3 54
LIGHTING SURVEY DATA SHEET

BLDG. #60040  ROOM #____

Area Description: WMS, RM
Area Dimensions: 5 ft x DRAWING ft.
Fixture Grid: __________ ft x __________ ft. (center-to-center)
Fixture Type: INCAD
Switching - Type: WALL  No. 1
Accessibility to User: OK

Hours of Operation:
Lamp Model: 60 W  Ballast Model: X

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>X</td>
<td>1</td>
<td>50</td>
<td>25</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

TOILET ENTRANCE

LIGHTING SURVEY DATA SHEET

BLDG. #60040  ROOM #____

Area Description: MENS RM
Area Dimensions: 5.75 ft x DRAWING ft.
Fixture Grid: __________ ft x __________ ft. (center-to-center)
Fixture Type: INCAD
Switching - Type: WALL  No. 1
Accessibility to User: OK

Hours of Operation:
Lamp Model:  Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>X</td>
<td>1</td>
<td>21</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

TOILET ENTRANCE
LIGHTING SURVEY DATA SHEET

BLDG. #60-630

Area Description: Warehouse Area

Area Dimensions: 32 ft X 32 ft

Fixture Grid: 8 ft X 8 ft. (center-to-center)

Fixture Type: 150 W Press Sodium

Switching - Type: No.

Accessibility to User:

Hours of Operation: 0630 - 1700 (4 DAYS)

Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td>18</td>
<td>Ave 4.6</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

12' HIGH FIXTURES

LIGHTING SURVEY DATA SHEET

BLDG. #60-630

Area Description: Shipping Area

Area Dimensions: 24 ft X 41 ft

Fixture Grid: 8 ft X 8 ft. (center-to-center)

Fixture Type: Explosion Proof - 150 W Incand.

Switching - Type: No.

Accessibility to User:

Hours of Operation:

Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td></td>
<td>7</td>
<td>8</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Lamp: T1/2
fixture: H1/2
LIGHTING SURVEY DATA SHEET

BLDG. # 60-630

Area Description: Breakfast Room
Area Dimensions: 16' 3" ft x 13' 3" ft.
Fixture Grid: ft x ft. (center-to-center).
Fixture Type: Recessed
Switching - Type: Wall No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: F40DW Ballast Model: STD - Actual
Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC
--- 2 2 50

8" Ceiling.

---

LIGHTING SURVEY DATA SHEET

BLDG. # 60-630

Area Description: Women's Rest Room
Area Dimensions: ft x ft.
Fixture Grid: ft x ft. (center-to-center)
Fixture Type: 41 S.M. W.L.
Switching - Type: Wall No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: 40W Ballast Model: STD
Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC
--- 1 2 35

1 Fixture is Mounted on Wall - 7' High.
### LIGHTING SURVEY DATA SHEET

**BLDG. #60-630**

**ROOM #**

**Area Description:** MENS REST ROOM

**Area Dimensions:** 17' 8" ft x 13' 3" ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** S.M. W.L.

**Switching - Type:** WALL

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td></td>
</tr>
<tr>
<td>No.</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td>35</td>
</tr>
</tbody>
</table>

**9' CEILING**

---

### LIGHTING SURVEY DATA SHEET

**BLDG. #60-630**

**ROOM #**

**Area Description:** MENS SHOWERS

**Area Dimensions:** INCLUDED IN ft x ft.

**Fixture Grid:** MEN'XM ft x ft. (center-to-center)

**Fixture Type:** MENS WAP - 75W EXP. (1)

**Switching - Type:** WALL

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>Lamps/Fixture</td>
<td></td>
</tr>
<tr>
<td>No.</td>
<td></td>
</tr>
<tr>
<td>3</td>
<td></td>
</tr>
</tbody>
</table>

**9' CEILING**
### STORAGE ROOM

- **Area Description:** Storage Room
- **Area Dimensions:** 5'8" ft x 13'3" ft.
- **Fixture Grid:** __ ft x __ ft. (center-to-center)
- **Fixture Type:** 4'/1' WELL LOCATION
- **Switching - Type:** WALL No. __
- **Accessibility to User:** OK
- **Hours of Operation:**
- **Lamp Model:** FD CW
- **Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>13</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Fixture is S.M. Type BUT is Mounted on WALL 8' 41/2"**

---

### OFFICE

- **Area Description:** Office
- **Area Dimensions:** 10'10" ft x 12 ft.
- **Fixture Grid:** __ ft x __ ft. (center-to-center)
- **Fixture Type:** 4'/S.M.W.L.
- **Switching - Type:** WALL No. __
- **Accessibility to User:** OK
- **Hours of Operation:**
- **Lamp Model:** HDW
- **Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>3</td>
<td>42</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 63100
ROOM/AREA ENTIRE BUILDING

A. Reduce/enhance lighting
   1. Remove unneeded lamps or fixtures
   2. Reduce indoor lighting where illumination exceeds AEI recommended levels
   3. Increase daylighting
   4. Lower light fixtures
   5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls
   1. Install occupancy controls to control lighting
   2. Install photocells to lighting near windows
   3. Install additional switches to control lighting arrangements
   4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency
   1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps
   2. Replace incandescent lamps in exit sign fixtures with LED fixtures
   3. Replace incandescent lamps in exit signs with compact fluorescent lamps
   4. Replace standard fluorescent lamps with energy-conserving lamps
   5. Replace standard fluorescent ballasts with electronic ballasts
   6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps
   7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
BLDG. #6310   

Area Description: Office - #1
Area Dimensions: 19 ft X 16.5 ft.
Fixure Grid: _______ ft X _______ ft. (center-to-center)
Fixure Type: Industrial Surface Mount Closed Area
Switching - Type: Wall No. 1
Accessibility to User: OK
Hours of Operation: 0630 - 1630 4 QAM5
Lamp Model: 8'-60W 4'-40W  Ballast Model: _______

Lamps/  Ballast/  No.  Fixure  Fixure  FC  FC  FC
Fixture    Fixture             ___  ___  ___  ___  ___
4'         2                  1             45  40
8'         4                  2

2 LAMPS OUT IN 8' FIX.

BLDG. #63100

Area Description: Women's Rest Room
Area Dimensions: 8 ft X 12 ft 10'
Fixure Grid: _______ ft X _______ ft. (center-to-center)
Fixure Type: _______  No. _______
Switching - Type: __________
Accessibility to User: _______
Hours of Operation: _______
Lamp Model: _______  Ballast Model: _______

Lamps/  Ballast/  No.  Fixure  Fixure  FC  FC  FC
Fixture    Fixture             ___  ___  ___  ___  ___
2          1                  2             37    ___  ___
LIGHTING SURVEY DATA SHEET

BLDG. # 63100

Area Description: OFFICE # 2
Area Dimensions: 11 ft X 12.5 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: SURFACE MOUNT - ACRYLIC
Switching - Type: WALL No. 1
Accessibility to User: BAD LOCATION
Hours of Operation: __________________________
Lamp Model: __________________________ Ballast Model: __________________________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td>26</td>
<td>32</td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. # 63100

Area Description: MASK - SUIT DISTRIBUTION
Area Dimensions: 27 ft X 52 ft. + 36 x 24
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: 2x4' RECESSED ACRYLIC
Switching - Type: WALL No. 3
Accessibility to User: OK
Hours of Operation: __________________________
Lamp Model: F40 CW Ballast Model: MARK I

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>Fixture</td>
<td>Fixture</td>
<td></td>
<td>26</td>
<td>28</td>
<td>32</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #63100

Area Description: TRAINING ROOM

Area Dimensions: 23 ft x 15 ft.

Fixture Grid: Same as Master

Fixture Type: WALL No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: PHOCW

Ballast Model: M - III

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>3</td>
<td>29</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. #63100

Area Description: HALL #1

Area Dimensions: 5 ft x 20 ft.

Fixture Grid: 4' INDUS

Fixture Type: WALL No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: F40 CW

Ballast Model: 

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No.</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>4</td>
<td>45</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #63100**

**Area Description:** MENS RM

**Area Dimensions:** 11 ft x 13.5 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** H1 INDUS

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixure</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td></td>
<td>47</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #63100**

**Area Description:** CHANCE RM

**Area Dimensions:** 15 ft x 15 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** H1 INDUS

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixure</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>4</td>
<td></td>
<td>37</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**HEATER IN ROOM (SPACE HEAT) BLOWER CONT.**
### LIGHTING SURVEY DATA SHEET

**Area Description:** Hall #2  
**Area Dimensions:** 7 ft x _______ ft.  
**Fixture Grid:** _______ ft x _______ ft. (center-to-center)  
**Fixture Type:** 4'/INDUSTRIAL  
**Switching - Type:** WALL  
**No.:** 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** F40 CW  
**Ballast Model:**  
<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>8</td>
<td>18</td>
<td>20</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Fixture Height:** 10'

---

### LIGHTING SURVEY DATA SHEET

**Area Description:** BREAT RM  
**Area Dimensions:** 16 ft x 24 ft. 8'  
**Fixture Grid:** 8'/INDUS. SURF. MONT  
**Fixture Type:**  
**Switching - Type:** WALL  
**No.:** 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** F60 CW  
**Ballast Model:**  
<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>18</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. #63160**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>STORAGE AREA</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>42 ft x 31 ft. + 18 x 30</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft x __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>8' INDUS.</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL No.</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>F60 CW</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>No.</td>
<td>Fixtures</td>
</tr>
<tr>
<td>FC</td>
<td>FC</td>
</tr>
<tr>
<td>2</td>
<td>1</td>
</tr>
<tr>
<td>12</td>
<td>42</td>
</tr>
<tr>
<td>47</td>
<td></td>
</tr>
</tbody>
</table>

**FIXTURE HEIGHT - 13**

---

**BLDG. #63160**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>CLEAN ROOM</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>60 ft x 40 ft. 9'8&quot;</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>__________ ft x __________ ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>INDUS. 3VR</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL No.</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>F60 CW</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td>No.</td>
<td>Fixtures</td>
</tr>
<tr>
<td>FC</td>
<td>FC</td>
</tr>
<tr>
<td>2</td>
<td>1</td>
</tr>
<tr>
<td>29</td>
<td>112</td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
<tr>
<td>3</td>
<td>61</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 63110
ROOM/AREA ENTIRE BUILDING

A. Reduce/enhance lighting

1. Remove unneeded lamps or fixtures
2. Reduce indoor lighting where illumination exceeds AEI recommended levels
3. Increase daylighting
4. Lower light fixtures
5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls

1. Install occupancy controls to control lighting
2. Install photocells to lighting near windows
3. Install additional switches to control lighting arrangements
4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps
2. Replace incandescent lamps in exit sign fixtures with LED fixtures
3. Replace incandescent lamps in exit signs with compact fluorescent lamps
4. Replace standard fluorescent lamps with energy-conserving lamps
5. Replace standard fluorescent ballasts with electronic ballasts
6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps
7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.

A THIS BUILDING IS NOT CURRENTLY BEING USED
LIGHTING SURVEY DATA SHEET

BLDG. #63110

Area Description: LAYOUT #1
Area Dimensions: 64 ft x 82 ft.
Fixture Grid: 7 ft x 7 ft. (center-to-center)
Fixture Type: RECESSED 2'x4' ACXL
Switching - Type: WALL No.
Accessibility to User: OK
Hours of Operation: ____________________________

Lamp Model: __________________ Ballast Model: __________________
Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
4 2 45 37

2 EXIT SIGNS

LIGHTING SURVEY DATA SHEET

BLDG. #63110

Area Description: LAYOUT #2
Area Dimensions: 43 ft x 64 ft.
Fixture Grid: 8 ft x 8 ft. (center-to-center)
Fixture Type: INDUSTRIAL CLOSET AOE
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation: ____________________________

Lamp Model: F96 T-12 75W Ballast Model: STD
Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC
1 2 9 62

FIXTURE 11
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 63110**

**Area Description:** TESTING

**Area Dimensions:** 18 ft x 7 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** SURFACE MOUNTED WRAP AROUND - 4/

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>3</td>
<td>40</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. # 63110**

**Area Description:** BONDING

**Area Dimensions:** 18 ft x 28 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESSED ACYCLIC 2' x 4'

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>6</td>
<td>27</td>
<td>47</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
## LIGHTING SURVEY DATA SHEET

**Area Description:** Storage A  
**Area Dimensions:** 11 ft x 15 ft, 8.5'  
**Fixture Grid:**  
**Fixture Type:** Surface Mount 2' x 4' Wrap Arm  
**Switching - Type:** WALL  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** F40 CW  
**Ballast Model:**  
**Lamps/Fixture:** 4  
**Ballast/Fixture:** 2  
**No./Fixture:** 2  
**FC:** 58  
**Notes:**  

## LIGHTING SURVEY DATA SHEET

**Area Description:** Smoke Break  
**Area Dimensions:** 12.5 ft x 13 ft.  
**Fixture Grid:**  
**Fixture Type:** Recessed Acrylic 2' x 4'  
**Switching - Type:** WALL  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  
**Lamps/Fixture:** 4  
**Ballast/Fixture:** 2  
**No./Fixture:** 3  
**FC:** 39  
**Notes:**
### LIGHTING SURVEY DATA SHEET

**BLDG. # 63110**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>BREAK ROOM</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>15.5 ft X 20 ft. 8&quot;</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>RECESSED</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>No.:</td>
<td>1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td></td>
<td></td>
</tr>
<tr>
<td>4</td>
<td>2</td>
</tr>
</tbody>
</table>

---

### LIGHTING SURVEY DATA SHEET

**BLDG. #**

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>BATHROOM (2 IDENTICAL)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>10.5 ft X 10.5 ft.</td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>4' WRAP AROUND</td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>WALL</td>
</tr>
<tr>
<td>No.:</td>
<td>1</td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td></td>
</tr>
<tr>
<td>Ballast Model:</td>
<td></td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>Ballast/Fixture</td>
</tr>
<tr>
<td></td>
<td></td>
</tr>
<tr>
<td>2</td>
<td>1</td>
</tr>
</tbody>
</table>
### Lighting Survey Data Sheet

#### Building: #63110

**Area Description:** STORAGE B

**Area Dimensions:** 7 ft x 12 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** 4' SURFACE MOUNT WRAP AROUND

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>48</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

#### Building: #63110

**Area Description:** OFFICE

**Area Dimensions:** 8 ft x 12 ft.

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESSED ACRYLIC 2x4

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>89</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 63120

A. Reduce/enhance lighting
   1. Remove unneeded lamps or fixtures
   2. Reduce indoor lighting where illumination exceeds AEI recommended levels
   3. Increase daylighting
   4. Lower light fixtures
   5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls
   1. Install occupancy controls to control lighting
   2. Install photocells to lighting near windows
   3. Install additional switches to control lighting arrangements
   4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency
   1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps
   2. Replace incandescent lamps in exit sign fixtures with LED fixtures
   3. Replace incandescent lamps in exit signs with compact fluorescent lamps
   4. Replace standard fluorescent lamps with energy-conserving lamps
   5. Replace standard fluorescent ballasts with electronic ballasts
   6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps
   7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
BLDG. #5120

Area Description: LOADING AREA #1
Area Dimensions: 61 ft X ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: MERCURY VAPOR
Switching - Type: WALL No.
Accessibility to User: OK
Hours of Operation:
Lamp Model: 175 W
Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>X</td>
<td>26</td>
<td>8</td>
<td>10</td>
<td></td>
</tr>
</tbody>
</table>

MERCURY VAPORS THROUGHOUT BUILDING ARE 175 W
14' HILL

BLDG. #63120

Area Description: REST ROOM #1
Area Dimensions: 8 ft X 12 ft.
Fixture Grid: ft X ft. (center-to-center)
Fixture Type: 4' SURFACE MOUNT WRAP AROUND
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: 
Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/ Fixture</th>
<th>Ballast/ Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td>30</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #63120

Area Description: REST ROOM #2 / CHANGE AREA
Area Dimensions: 18 ft X 17 ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: 4' WRAP AROUND SURF MOUNT
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: __________
Lamp Model: __________ Ballast Model: __________

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC

2 X 4

2

1

2

2

INCAPDESSEN'T IN SHOWER

LIGHTING SURVEY DATA SHEET

BLDG. #63120

Area Description: MACHINE SHOP (W/ LAYOUT 1 CALL.)
Area Dimensions: 64 ft X 42 ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: MERCURY VAPOR / INDUS. SUSP 8'
Switching - Type: WALL No. __________
Accessibility to User: OK
Hours of Operation: __________
Lamp Model: F96 TW-60W Ballast Model: __________

Lamps/Fixture Ballast/Fixture No. Fixture FC FC FC

1

2

1

8

30

10

FLUORESCENTS - 10' HIGH
MERCURY VAPOR - 8'
## Area Description: Radioactive Material Storage

### Area Dimensions: 10 ft x 10 ft.

### Fixture Grid: 10 ft x 10 ft. (center-to-center)

### Fixture Type: Recessed Acrylic 21/2"/1

### Switching - Type: Wall No. 1

### Accessibility to User: OK

### Hours of Operation:

### Lamp Model: ________________

### Ballast Model: ________________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>45</td>
<td>56</td>
</tr>
</tbody>
</table>

---

## Area Description: Office

### Area Dimensions: 10 ft x 14 ft.

### Fixture Grid: 10 ft x 14 ft. (center-to-center)

### Fixture Type: Recessed Acrylic

### Switching - Type: Wall No. 1

### Accessibility to User: OK

### Hours of Operation:

### Lamp Model: ________________

### Ballast Model: ________________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>30</td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**LDG. #63120**

**BLDG. #63120**

**Area Description:** TOOL ROOM OFFICE

**Area Dimensions:** _______ ft X _______ ft.

**Fixture Grid:** _______ ft X _______ ft. (center-to-center)

**Fixture Type:** 4' INDUSTRIAL SURF. MOUNT

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40-CW

**Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>1</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**LIGHTING SURVEY DATA SHEET**

**BLDG. #63120**

**Area Description:** BREAK ROOM

**Area Dimensions:** 14 ft X 16 ft.

**Fixture Grid:** 14 ft X 16 ft. (center-to-center)

**Fixture Type:** RECESSED ACRYLIC

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

**Ballast Model:**

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>2</td>
<td>42</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 63200
ROOM/AREA ENTIRE BUILDING

A. Reduce/enhance lighting

1. Remove unneeded lamps or fixtures
2. Reduce indoor lighting where illumination exceeds AEI recommended levels
3. Increase daylighting
4. Lower light fixtures
5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls

1. Install occupancy controls to control lighting
2. Install photocells to lighting near windows
3. Install additional switches to control lighting arrangements
4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps
2. Replace incandescent lamps in exit sign fixtures with LED fixtures
3. Replace incandescent lamps in exit signs with compact fluorescent lamps
4. Replace standard fluorescent lamps with energy-conserving lamps
5. Replace standard fluorescent ballasts with electronic ballasts
6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps
7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
### LIGHTING SURVEY DATA SHEET

**BDG. #63-00**

**Area Description:** Main Area

**Area Dimensions:** 154 ft x 68 ft. 10'

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESSED ACRYLIC

**Switching - Type:** WALL

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW

**Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>68</td>
<td>71</td>
<td>112</td>
<td></td>
</tr>
</tbody>
</table>

3 EXIT SIGNS

---

### LIGHTING SURVEY DATA SHEET

**BDG. #63-00**

**Area Description:** Break Room

**Area Dimensions:** 20 ft x 28 ft. 8'

**Fixture Grid:** ft x ft. (center-to-center)

**Fixture Type:** RECESSED 3'x4'

**Switching - Type:** WALL

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F40 CW

**Ballast Model:** STD

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>9</td>
<td>34</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---
LIGHTING SURVEY DATA SHEET

BLDG. #63200

Area Description: MENS RM

Area Dimensions: 11.5 ft X 19 ft.

Fixture Grid: ft X ft. (center-to-center)

Fixture Type: RECESSED 2x4 ACRYLIC

Switching - Type: WALL No. 1 → NEED O.S.

Accessibility to User: OK

Hours of Operation:

Lamp Model: Ballast Model:

Lamps/ Ballast/ No. Fixure Fixure Fixure FC FC FC

1 2 2 44

LIGHTING SURVEY DATA SHEET

BLDG. #63200

Area Description: WOMENS RM

Area Dimensions: ft X ft.

Fixture Grid: ft X ft. (center-to-center)

Fixture Type:

Switching - Type: No. 1

Accessibility to User:

Hours of Operation:

Lamp Model: Ballast Model:

Lamps/ Ballast/ No. Fixure Fixure Fixure FC FC FC

SAME AS MENS
# LIGHTING SURVEY DATA SHEET

**BLDG. #62000**

**Area Description:** MASK INSPECTION  
**Area Dimensions:** 28 ft × 32 ft × 10 ft  
**Fixture Grid:**  
**Fixture Type:** RECESSED ACRYLIC 2X4  
**Switching - Type:** WALL  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** F40 CW  
**Ballast Model:** STD  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td>14</td>
<td>48</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. #65000**

**Area Description:** STORAGE RM  
**Area Dimensions:** 6 ft × 28 ft × 8 ft  
**Fixture Grid:**  
**Fixture Type:** SAME  
**Switching - Type:** WALL  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** F40 CW  
**Ballast Model:** STD  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>3</td>
<td>20</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
### LIGHTING SURVEY DATA SHEET

**BLDG. #63200**

**Area Description:** **OFFICE #1**

**Area Dimensions:** 17 ft X 14 ft.

**Fixture Grid:**  ft X  ft. (center-to-center)

**Fixture Type:** RECESSED AER

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>35</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**BLDG. #63200**

**Area Description:** **OFFICE #2**

**Area Dimensions:** 20 ft X 16 ft.

**Fixture Grid:**  ft X  ft. (center-to-center)

**Fixture Type:** SAME

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>2</td>
<td>45</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY ECO CHECK-LIST

BLDG # 63210
ROOM/AREA: ENTIRE BUILDING

A. Reduce/enhance lighting

1. Remove unneeded lamps or fixtures

2. Reduce indoor lighting where illumination exceeds AEI recommended levels

3. Increase daylighting

4. Lower light fixtures

5. Improve reflection and dispersion with light-colored ceiling and walls

B. Improve lighting controls

1. Install occupancy controls to control lighting

2. Install photocells to lighting near windows

3. Install additional switches to control lighting arrangements

4. Use time-clocks to shut off exterior building lights

C. Improve lighting efficiency

1. Replace incandescent lamps in kitchen, hallway, and bathroom fixtures with compact fluorescent lamps

2. Replace incandescent lamps in exit sign fixtures with LED fixtures

3. Replace incandescent lamps in exit signs with compact fluorescent lamps

4. Replace standard fluorescent lamps with energy-conserving lamps

5. Replace standard fluorescent ballasts with electronic ballasts

6. Replace existing fluorescent fixtures with new fixtures having efficient reflectors, electronic ballasts, and energy-conserving lamps

7. Use more efficient lighting sources, i.e., upgrade from incandescent to fluorescent, from fluorescent to HID, from mercury vapor to high-pressure sodium, etc.
**LIGHTING SURVEY DATA SHEET**

**BLDG. #: 65210**

**Area Description:** MAIN AREA

**Area Dimensions:** __________ ft x __________ ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** 8' INDUS. SUSPENDED OPEN ABBEYDE + OTHERS

**Switching - Type:** WALL No. __________

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** F60-CW

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>SEE DRAWING</td>
<td></td>
<td>122</td>
<td>35</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Fixture Height - 10'**

2 EXIT SIGNS

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. #: 65210**

**Area Description:** M43 TEST REP

**Area Dimensions:** 30 ft x 30 ft. 8'

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:** RECESSED ABBEYDE

**Switching - Type:** WALL No. __________

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>2</td>
<td>1</td>
<td>15</td>
<td>11</td>
<td>40</td>
<td></td>
</tr>
</tbody>
</table>

**Owner Request Change in Lighting Layout - LOW FC in Safe Areas**

1 EXIT SIGN
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 63310**

**Area Description:** Storage Rooms  
**Area Dimensions:** __________ ft X __________ ft.  
**Fixture Grid:** __________ ft X __________ ft. (center-to-center)  
**Fixture Type:**  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** __________ Ballast Model:  
Lamps/ Ballast/ No.  
Fixture  Fixture  Fixture  FC  FC  FC  
________  ________  ________  31  ________

SEE DRAWINGS FOR OTHER DATA

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 63310**

**Area Description:** Drying Room  
**Area Dimensions:** __________ ft X __________ ft.  
**Fixture Grid:** __________ ft X __________ ft. (center-to-center)  
**Fixture Type:** INCAD.  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** 100 W Ballast Model:  
Lamps/ Ballast/ No.  
Fixture  Fixture  Fixture  FC  FC  FC  FC  
________  ________  ________  ________  ________  ________  ________  ________

---
### LIGHTING SURVEY DATA SHEET

**BLDG. # 63210**

**Area Description:** BREAKROOM  
**Area Dimensions:** _____ ft X _____ ft.  
**Fixture Grid:** _____ ft X _____ ft. (center-to-center)  
**Fixture Type:** SEE DRAW  
**Switching - Type:** WALL No. 1  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  
**Lamps/Fixture** | **Ballast/Fixture** | **No.** | **FC** | **FC** | **FC**
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>SEE</td>
<td>000</td>
<td>7</td>
<td>48</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**EXIT SIGN**

---

**BLDG. # 63210**

**Area Description:** OFFICE #1  
**Area Dimensions:** _____ ft X _____ ft.  
**Fixture Grid:** _____ ft X _____ ft. (center-to-center)  
**Fixture Type:**  
**Switching - Type:** _____ No. _____  
**Accessibility to User:**  
**Hours of Operation:**  
**Lamp Model:**  
**Ballast Model:**  
**Lamps/Fixture** | **Ballast/Fixture** | **No.** | **FC** | **FC** | **FC**
<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>SEE</td>
<td>000</td>
<td>2</td>
<td>45</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

SEE DRAWING FOR DATA
## Tool Rm

**Area Dimensions:** _______ ft x _______ ft.

**Fixture Grid:** _______ ft x _______ ft. (center-to-center)

**Switching - Type:** WALL  No. 1

### Accessibility to User:

**Hours of Operation:**

**Lamp Model:**

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>5</td>
<td>43</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

SEE DRAWING FOR DATA

---

## Cotton Storage

**Area Dimensions:** 19 ft x 15 ft. 12 1/8"

**Fixture Type:** 8' INDUST. SUSPENDED CLOSED ADJACENT / GASKET SURFACE MOUNT 40W

**Switching - Type:** WALL  No. 1

### Accessibility to User:

**Hours of Operation:**

**Lamp Model:** 75W-E39T-12 CW  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>4</td>
<td>2</td>
<td></td>
<td>102</td>
<td>16</td>
<td></td>
</tr>
</tbody>
</table>

1 - EXIT S16
LIGHTING SURVEY DATA SHEET

BLDG. #83-410

Area Description: ENTRANCE
Area Dimensions: 12' 5" ft x 11' 9" ft.
Fixture Grid: _______ ft x _______ ft. (center-to-center)
Fixture Type: 4' S.M.W.A.
Switching - Type: WALL No. 3
Accessibility to User: OK
Hours of Operation: 0630 - 1700 (5 DAYS)
Lamp Model: 34W

Lamps/ Ballast/ No.
Fixture  Fixture  Fixture  FC  FC  FC
1 1 2

1 Exit Sidelight THROUGHOUT BUILDING - SEVERAL LIGHT FIXTURES HAVE LENS COVERS REMOVED

LIGHTING SURVEY DATA SHEET

BLDG. #83-410

Area Description: ALCOVE
Area Dimensions: 3' 5" ft x 6' 6" ft.
Fixture Grid: _______ ft x _______ ft. (center-to-center)
Fixture Type: 4' S.M.W.A.
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation: _______
Lamp Model: 34W

Lamps/ Ballast/ No.
Fixture  Fixture  Fixture  FC  FC  FC
1 1 1 13
## Lighting Survey Data Sheet

**BLDG. #63-410**  
**ROOM #**

### Locker Room #1

**Area Description:** Locker Room #1  
**Area Dimensions:** 27 ft x 19 ft.  
**Fixture Grid:**  
**Fixture Type:** 4' S.M.W.A. (10) 4' WALL MOUNT (5)  
**Switching - Type:** WALL No.  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** FAD CW  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>13</td>
<td>21</td>
<td>40</td>
<td></td>
</tr>
</tbody>
</table>

1 Exit Sign - Not On

---

**BLDG. #63-410**  
**ROOM #**

### Showers #1

**Area Description:** Showers #1  
**Area Dimensions:** 27 ft x 18' 8" ft.  
**Fixture Grid:**  
**Fixture Type:** 4' S.M. WET LOCATION  
**Switching - Type:** WALL No.  
**Accessibility to User:** OK  
**Hours of Operation:**  
**Lamp Model:** FAD CW  
**Ballast Model:**  

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>10</td>
<td>14</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

2 Exit Signs
LIGHTING SURVEY DATA SHEET

BLDG. # 63-410

Area Description: Locker Room #2
Area Dimensions: 20 ft X 15.5 ft.
Fixture Grid: __ ft X __ ft. (center-to-center)
Fixture Type: 4" S.M.W.A (6) 4" WALL MOUNT
Switching - Type: WALL No. 2
Accessibility to User: OK
Hours of Operation: 
Lamp Model: F40 CW
Ballast Model: Universal 412 E-52M-2-RTC-P
Lamps/ Ballast/ No. FC FC FC
Fixture/ Fixture/ 1 1 7 26 

8' CEIL.

LIGHTING SURVEY DATA SHEET

BLDG. # 63-410

Area Description: Alcove #2
Area Dimensions: 6 ft X 4 ft.
Fixture Grid: __ ft X __ ft. (center-to-center)
Fixture Type: 4" S.M.W.A
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: 
Lamp Model: F40 CW
Ballast Model: 
Lamps/ Ballast/ No. FC FC FC
Fixture/ Fixture/ 1 1 1 20 

8' CEIL.
LIGHTING SURVEY DATA SHEET

BLDG. # 63-410

ROOM #

Area Description: REST Room #1

Area Dimensions: 5 ft x 16 ft.

Fixture Grid: _____ ft X _____ ft. (center-to-center)

Fixture Type: 4' S.M.W.A. (2) 4' W.M.- (1) 140W;

Switching - Type: WAll No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40CW Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture

1 1 3 30

8' CeIl.

LIGHTING SURVEY DATA SHEET

BLDG. # 63-410

ROOM #

Area Description: Locker Room 4-Z

Area Dimensions: 6' 9" ft x 18' 4" ft.

Fixture Grid: _____ ft X _____ ft. (center-to-center)

Fixture Type: 4' S.M.W.A.

Switching - Type: WAll No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: F40CW Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture

1 1 3 33

1 Exit 5' 16" W

1' Ceiling
LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10
ROOM #

Area Description: Showers #2

Area Dimensions: 20 ft x 19.16 ft.

Fixture Grid: _______ ft x _______ ft. (center-to-center)

Fixture Type: S.M.W.L.

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: ________________

Lamp Model: F40 CW

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>6</td>
<td>14</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

1 Exit Sign

LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10
ROOM #

Area Description: Alcove #3

Area Dimensions: 4'10" ft x 7 ft.

Fixture Grid: _______ ft x _______ ft. (center-to-center)

Fixture Type: Compact Fluorescent - B1AX

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: ________________

Lamp Model: ________________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>6</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LEIIV - 8
**LIGHTING SURVEY DATA SHEET**

**Area Description:** Allove #4

**Area Dimensions:** 3' 8" ft x 5' 8" ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:**コンセント フロア B/LAX

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>6</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**Area Description:** Allove #5

**Area Dimensions:** 5' 7" ft x 3' 8" ft.

**Fixture Grid:** __________ ft x __________ ft. (center-to-center)

**Fixture Type:**コンセント フロア B/LAX

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model:</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No. Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>5</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
**LIGHTING SURVEY DATA SHEET**

**BLDG. # 63-A1D**

**Area Description:** Acrome #6

**Area Dimensions:** 7' 8" ft x 6 ft.

**Fixture Grid:** ________ ft x ________ ft. (center-to-center)

**Fixture Type:** Commer. Flare, Flax

**Switching - Type:** Wall, No. 1

**Accessibility to User:**

---

**Lamp Model:** ________  
**Ballast Model:** ________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>9</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**LIGHTING SURVEY DATA SHEET**

**BLDG. # 12-A1D**

**Area Description:** Open Atc (P.B. #2)

**Area Dimensions:** 10' 4 1/2" ft x 9' 11" ft.

**Fixture Grid:** ________ ft x ________ ft. (center-to-center)

**Fixture Type:** 4' 5" N/W/A

**Switching - Type:** Wall, No. 1

**Accessibility to User:**

---

**Lamp Model:** 34W  
**Ballast Model:** ________

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>2</td>
<td>28</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

---

**Switch Control:** Desk Apr. 1, Acrose #6 & Bath Room
LIGHTING SURVEY DATA SHEET

BLDG. #63-410

Area Description: Rest Room #2

Area Dimensions: 15'10" ft X 4'11½" ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type: 4'L.M.W.A (2) 4'W.M. (1)

Switching - Type: Wall  No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model:  F40 CW  Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>3</td>
<td>26</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

8' CEIL.

---

LIGHTING SURVEY DATA SHEET

BLDG. #63-410

Area Description: Allowne #7

Area Dimensions: 4′3″ ft X 7′2¾″ ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type: A'S.M.W.A

Switching - Type: Wall  No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model:  F40 CW  Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>26</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

8′ CEIL.
### LIGHTING SURVEY DATA SHEET

#### BLDG. #63-410

**Area Description:** HALLWAY 1

**Area Dimensions:** 6'2" ft x 21'5" ft.

**Fixture Grid:** ft x ft (center-to-center).

**Fixture Type:** ALUM.

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model: ADW</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/fixture</th>
<th>Ballast/fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>2</td>
<td>18</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Ceiling:** 4’

**Exit Signs:** 2

---

### LIGHTING SURVEY DATA SHEET

#### BLDG. #63-410

**Area Description:** OFFICE #1

**Area Dimensions:** 8'11" ft x 32'8" ft.

**Fixture Grid:** ft x ft (center-to-center)

**Fixture Type:** ALUM.

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model: ADW</th>
<th>Ballast Model:</th>
</tr>
</thead>
</table>

<table>
<thead>
<tr>
<th>Lamps/fixture</th>
<th>Ballast/fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>2</td>
<td>22</td>
<td>23</td>
<td></td>
</tr>
</tbody>
</table>

**Ceiling:** 4’
### LIGHTING SURVEY DATA SHEET

**BLDG. # 63-410**

**Area Description:** Kitchen

**Area Dimensions:** 8' 11" ft x SEE DRAW ft.

**Fixture Grid:** ft x ft (center-to-center)

**Fixture Type:** 4' S.M.W.A. (4)

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 40W F30T-12 (W.M) Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>5</td>
<td>25</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**9' CEIL.
STD BALLAST IN W.M.FIX.

---

**BLDG. # 63-410**

**Area Description:** Breaf Room

**Area Dimensions:** 20' 9" ft x 30' 6" ft.

**Fixture Grid:** ft x ft (center-to-center)

**Fixture Type:** 4' S.M.W.A

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

**Lamp Model:** 40W

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>No.</th>
<th>Fixture</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>12</td>
<td>22</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**9' CEIL.
### LIGHTING SURVEY DATA SHEET

#### BLDG. # 63-A-10

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>OFFICE #3</th>
<th>ROOM #</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>8 ft X 12 ft.</td>
<td></td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
<td></td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>4' S.R.W.A.</td>
<td></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>Wall No. 1</td>
<td></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>34W</td>
<td>Ballast Model:</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>1</td>
<td>Ballast/Fixture No.</td>
</tr>
<tr>
<td>No.</td>
<td>FC</td>
<td>FC</td>
</tr>
<tr>
<td>2</td>
<td>22</td>
<td></td>
</tr>
</tbody>
</table>

4' CEILING

---

#### BLDG. # 63

<table>
<thead>
<tr>
<th>Area Description:</th>
<th>OFFICE #4</th>
<th>ROOM #</th>
</tr>
</thead>
<tbody>
<tr>
<td>Area Dimensions:</td>
<td>10' 10&quot; ft X 12 ft.</td>
<td></td>
</tr>
<tr>
<td>Fixture Grid:</td>
<td>ft X ft. (center-to-center)</td>
<td></td>
</tr>
<tr>
<td>Fixture Type:</td>
<td>4' S.M.W.A</td>
<td></td>
</tr>
<tr>
<td>Switching - Type:</td>
<td>Wall No. 1</td>
<td></td>
</tr>
<tr>
<td>Accessibility to User:</td>
<td>OK</td>
<td></td>
</tr>
<tr>
<td>Hours of Operation:</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Lamp Model:</td>
<td>34W</td>
<td>Ballast Model:</td>
</tr>
<tr>
<td>Lamps/Fixture</td>
<td>1</td>
<td>Ballast/Fixture No.</td>
</tr>
<tr>
<td>No.</td>
<td>FC</td>
<td>FC</td>
</tr>
<tr>
<td>4</td>
<td>35</td>
<td></td>
</tr>
</tbody>
</table>

4' CEILING
BLDG. # 63-410

Area Description: Bath Room No. 3

Area Dimensions: 10'4" ft X 5' 6" ft.

Fixture Grid: ft X ft. (center-to-center)

Fixture Type: 4' 5 M.W.T. (2) 4' W.M. (1)

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: 40 W Ballast Model: 

Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC

1 1 3 32 

8' CEIL

---

BLDG. # 63-410

Area Description: Alcove No. 8

Area Dimensions: 4 ft X 4 ft.

Fixture Grid: ft X ft. (center-to-center)

Fixture Type: COMBAC. FLOR. BIAAX

Switching - Type: Wall No. 1

Accessibility to User: OK

Hours of Operation: 

Lamp Model: Ballast Model: 

Lamps/Fixture Ballast/Fixture No. Fixtures FC FC FC

1 1 1 7 

9' CEIL
LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10

Area Description: Hall Way

Area Dimensions: 6 ft x 24 ft. + 4 x 5'6"

Fixure Grid: ft x ft. (center-to-center)

Fixure Type: 4'L.S.M.W.A.

Switching - Type: WALL No. 1

Accessibility to User:

Hours of Operation:

Lamp Model: 40W GB 3-W (1)

Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture FC FC FC

1 1 3 20 20

9' CEIL
2 EXIT SIGNS

LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10

Area Description: Bath Room #4

Area Dimensions: 8' 11 1/2 ft x 10' ft.

Fixure Grid: ft x ft. (center-to-center)

Fixure Type: 4'L.S.M.W.A. 4'L.W.M.(1)

Switching - Type: WALL No. 1

Accessibility to User:

Hours of Operation:

Lamp Model: 39W

Ballast Model:

Lamps/ Ballast/ No. Fixture Fixture FC FC FC

1 1 3 20

1' CEIL
LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10

Area Description: **Aisle (Wm. 2m)**
Area Dimensions: 4 ft X 4 ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: **Compaq Pro 88.**
Switching - Type: **Wall.** No. 1
Accessibility to User: **OK**
Hours of Operation: 
Lamp Model: __________ Ballast Model: __________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>10</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

8' CEIL.

---

LIGHTING SURVEY DATA SHEET

BLDG. # 63-A10

Area Description: **Entrance #2**
Area Dimensions: 8' 9" ft X 8' 11" ft.
Fixture Grid: __________ ft X __________ ft. (center-to-center)
Fixture Type: **4' S.M.WA**
Switching - Type: **Wall.** No. 1
Accessibility to User: **OK**
Hours of Operation: 
Lamp Model: **34W** Ballast Model: __________

<table>
<thead>
<tr>
<th>Lamps/</th>
<th>Ballast/</th>
<th>Fixture No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>15</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

9' CEIL.
### LIGHTING SURVEY DATA SHEET

**BLDG. #63-A10**

**Area Description:** Alcove #9

**Area Dimensions:** 4 ft X 6 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** COLUM FLORIC 3' X 4'

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
</tr>
</tbody>
</table>

**Lamp Model:**

**Ballast Model:**

9' CELL
LIGHT FILLED OUT

### LIGHTING SURVEY DATA SHEET

**BLDG. #63-A10**

**Area Description:** Corridor Room #1

**Area Dimensions:** 19.5 ft X 32 ft.

**Fixture Grid:** ft X ft. (center-to-center)

**Fixture Type:** 4' S.M.W.L (10) 4' W.M. (3)

**Switching - Type:** WALL No. 1

**Accessibility to User:** OK

**Hours of Operation:**

<table>
<thead>
<tr>
<th>Lamp Model</th>
<th>Ballast Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>34 20 W MH</td>
<td>13</td>
</tr>
</tbody>
</table>

**Lamp Model:**

**Ballast Model:**

34 20 W MH
BLDG. # C3-410

Area Description: SHOWERS

Area Dimensions: 32 ft x 18'7" ft.

Fixture Grid: 4 ft x 4 ft. (center-to-center)

Fixture Type: A15 S.M. W.B. C.F. 219A 1

Switching - Type: WALL No. 1

Accessibility to User: 

Hours of Operation: 

Lamp Model: 

Ballast Model: 

Lamps / Fixture Ballast / Fixture No. Fixture FC FC FC

1 1 1 15

1 EXIT SIGN

---

BLDG. # C3-410

Area Description: AUDREY #1D

Area Dimensions: 12 ft x 31'8" ft.

Fixture Grid: 4 ft x 4 ft. (center-to-center)

Fixture Type: General Purpose B1AX

Switching - Type: WALL No. 1

Accessibility to User: 

Hours of Operation: 

Lamp Model: 

Ballast Model: 

Lamps / Fixture Ballast / Fixture No. Fixture FC FC FC

1 1 2 5

2 EXIT S1613

8' CEIL
### Lighting Survey Data Sheet

#### Area Description:
- **Open Area #2**

#### Area Dimensions:
- 10'3" ft x 9'7" ft.

#### Fixture Grid:
- 4' ft x 4' ft. (center-to-center)

#### Fixture Type:
- 4'L - S.M.W.A

#### Switching Type:
- Wall

#### No.:
- 1

#### Accessibility to User:
- OK

#### Hours of Operation:

#### Lamp Model:
- 40W

#### Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>2</td>
<td>3</td>
<td>32</td>
<td>32</td>
<td>32</td>
</tr>
</tbody>
</table>

6' Ceiling

---

#### Area Description:
- **Bed Room #5**

#### Area Dimensions:
- 14'11" ft x 16'9" ft.

#### Fixture Grid:
- 4' ft x 4' ft. (center-to-center)

#### Fixture Type:
- 4'L - S.M.W.A, (2)
- 4'L - M.I. (1)

#### Switching Type:
- Wall

#### No.:
- 1

#### Accessibility to User:
- OK

#### Hours of Operation:

#### Lamp Model:
- 34W (1), 40W (2)

#### Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>Fixtures</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>3</td>
<td>3</td>
<td>33</td>
<td>33</td>
<td>33</td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. # G-A D

Area Description: Above #11 (women's)
Area Dimensions: 4 ft x 6 ft.
Fixture Grid: ft x ft (center-to-center)
Fixture Type: 413 M.W.P (6) 41 W.M. (1)
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>1</td>
<td>7</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

LIGHTING SURVEY DATA SHEET

BLDG. # G-A D

Area Description: Wings Lower Km
Area Dimensions: 19.5 ft x 20.5 ft.
Fixture Grid: ft x ft (center-to-center)
Fixture Type: 41 S.M.W.P (6) 41 W.M. (1)
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation:
Lamp Model: 40W

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>7</td>
<td>21</td>
<td>18</td>
<td></td>
</tr>
</tbody>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #63-410  ROOM #__________

Area Description: WMS.Showers

Area Dimensions: 11'9" ft X 17'5" ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type: A's.M.W.L.

Switching Type: Wall No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: 34W  Ballast Model:

Lamps/ Ballast/ No.
Fixture  Fixture  FC  FC  FC

6  13

8' CEIL.

LIGHTING SURVEY DATA SHEET

BLDG. #63-410  ROOM #__________

Area Description: Bath RM No. 6

Area Dimensions: 16'3" ft X 16'3" ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type: A's.M.W.A (3) A's.W.M. (1) 7'

Switching Type: Wall No. 1

Accessibility to User: OK

Hours of Operation:

Lamp Model: 40W  Ballast Model:

Lamps/ Ballast/ No.
Fixture  Fixture  FC  FC  FC

4  17

8' CEIL.
LIGHTING SURVEY DATA SHEET

BLDG. # 5-A10  

Area Description:  Alcove #12

Area Dimensions:  SEE DRAW  ft X  ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type:

Switching - Type:  WALL  No.  1

Accessibility to User:  OK

Hours of Operation:

Lamp Model:  40W

Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>1</td>
<td>2</td>
<td>20 lights</td>
<td>20 lights</td>
<td>20 lights</td>
</tr>
</tbody>
</table>

EXIT SIGN
8' CEIL

LIGHTING SURVEY DATA SHEET

BLDG. # 5-A10  

Area Description:  Alcove #13

Area Dimensions:  3'8"  ft X  ft.

Fixture Grid:  ft X  ft. (center-to-center)

Fixture Type:  COMPACT FLAX

Switching - Type:  WALL  No.  1

Accessibility to User:  OK

Hours of Operation:

Lamp Model:  

Ballast Model:

<table>
<thead>
<tr>
<th>Lamps/Fixture</th>
<th>Ballast/Fixture</th>
<th>No.</th>
<th>FC</th>
<th>FC</th>
<th>FC</th>
</tr>
</thead>
</table>
LIGHTING SURVEY DATA SHEET

BLDG. #63-410

Area Description: I/F MACH. RM
Area Dimensions: 10' ft X 10' ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: ________
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: ________
Lamp Model: 40W Ballast Model: ________

Lamps/ Ballast/ No. Fixture Fixture FC FC FC
1 1 2 25 ______
+18Blx
q1 - CEIL

LIGHTING SURVEY DATA SHEET

BLDG. #63-410

Area Description: CLOTHING ISSUE
Area Dimensions: 10' ft X 18' ft.
Fixture Grid: ________ ft X ________ ft. (center-to-center)
Fixture Type: ________
Switching - Type: WALL No. 1
Accessibility to User: OK
Hours of Operation: ________
Lamp Model: 34W Ballast Model: ________

Lamps/ Ballast/ No. Fixture Fixture Fixture FC FC FC
1 1 6 24 ______
q1 CEIL
LIGHTING SURVEY DATA SHEET

BLDG. #63-A1D

Area Description: MASH SHELTER

Area Dimensions: 26 ft x 19 ft.

Fixture Grid: ______ ft x _______ ft. (center-to-center)

Fixture Type: _______

Switching - Type: WAll  No. ______

Accessibility to User: OK

Hours of Operation: ______

Lamp Model: ______ Ballast Model: ______

Lamps/ Ballast/ No.
Fixture  Fixture  Fixture FC   FC  FC

12' - CELL

LIGHTING SURVEY DATA SHEET

BLDG. #_______

Area Description: ______

Area Dimensions: _______ ft X _________ ft.

Fixture Grid: _______ ft X _________ ft. (center-to-center)

Fixture Type: ________

Switching - Type: ______ No. _______

Accessibility to User: ______

Hours of Operation: ______

Lamp Model: ______ Ballast Model: ______

Lamps/ Ballast/ No.
Fixture  Fixture  Fixture FC   FC  FC

_______ _______ _______ _______ _______